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SECTION 01 1000
SUMMARY

PART 1  GENERAL
1.01 PROJECT

A. Project Name:  Portsmouth Town Hall Roof Replacement.
B. Owner's Name:  Town of Portsmouth.
C. Architect's Name:  Studio JAED Architects & Engineers.

1.02 CONTRACT DESCRIPTION
A. Contract Type:  A single prime contract.

1.03 DESCRIPTION OF RENOVATION WORK
A. Scope of demolition and removal work is shown on drawings.
B. Partial roof replacement.

1.04 OWNER OCCUPANCY
A. Owner intends to continue to occupy adjacent portions of the existing building during the entire

construction period.
B. Cooperate with Owner to minimize conflict and to facilitate Owner's operations.
C. Schedule the Work to accommodate Owner occupancy.

1.05 CONTRACTOR USE OF SITE AND PREMISES
A. Construction Operations:  Limited to areas noted on Drawings. 
B. Arrange use of site and premises to allow:

1. Owner occupancy.
2. Work by Others.
3. Work by Owner.
4. Use of site and premises by the public.

C. Provide access to and from site as required by law and by Owner:
1. Emergency Building Exits During Construction:  Keep all exits required by code open

during construction period; provide temporary exit signs if exit routes are temporarily
altered.

2. Do not obstruct roadways, sidewalks, or other public ways without permit.
D. Existing building spaces may not be used for storage.
E. Storage space to be coordinated with owner.
F. Time Restrictions:

1. Limit conduct of especially noisy, malodorous, and dusty interior & exterior work to  hours
when building is unoccupied.

G. Utility Outages and Shutdown:
1. Limit disruption of utility services to hours the building is unoccupied.
2. Do not disrupt or shut down life safety systems, including but not limited to fire sprinklers

and fire alarm system, without 14 days notice to Owner and approval of authorities having
jurisdiction.

3. Limit shutdown of utility services to minimum, arranged at least 72 hours in advance with
Owner.

4. Prevent accidental disruption of utility services to other facilities.
1.06 WORK SEQUENCE

A. Coordinate construction schedule and operations with Owner.
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1.07 SPECIFICATION SECTIONS APPLICABLE TO ALL CONTRACTS
A. Unless otherwise noted, all provisions of the sections listed below apply to all contracts. 

Specific items of work listed under individual contract descriptions constitute exceptions.
B. Section 01 2000 - Price and Payment Procedures.
C. Section 01 3000 - Administrative Requirements.
D. Section 01 3216 - Construction Progress Schedule.
E. Section 01 3553 - Security Procedures.
F. Section 01 4000 - Quality Requirements.
G. Section 01 5000 - Temporary Facilities and Controls.
H. Section 01 6000 - Product Requirements.
I. Section 01 7000 - Execution and Closeout Requirements.
J. Section 01 74 19 - Construction Waste Management & Disposal
K. Section 01 7800 - Closeout Submittals.

END OF SECTION
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SECTION 01 2000
PRICE AND PAYMENT PROCEDURES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Procedures for preparation and submittal of applications for progress payments.
B. Documentation of changes in Contract Sum and Contract Time.
C. Change procedures.
D. Correlation of Contractor submittals based on changes.
E. Procedures for preparation and submittal of application for final payment.

1.02 SCHEDULE OF VALUES
A. Form to be used:  AIA G702.
B. Revise schedule to list approved Change Orders, with each Application For Payment.

1.03 APPLICATIONS FOR PROGRESS PAYMENTS
A. For each item, provide a column for listing each of the following:

1. Item Number.
2. Description of work.
3. Scheduled Values.
4. Previous Applications.
5. Work in Place and Stored Materials under this Application.
6. Authorized Change Orders.
7. Total Completed and Stored to Date of Application.
8. Percentage of Completion.
9. Balance to Finish.
10. Retainage.

B. Use data from approved Schedule of Values.  Provide dollar value in each column for each line
item for portion of work performed and for stored products.

C. List each authorized Change Order as a separate line item, listing Change Order number and
dollar amount as for an original item of Work.

D. Submit three copies of each Application for Payment.
E. Include the following with the application:

1. Transmittal letter as specified for Submittals in Section 01 3000.
2. Partial release of liens from major Subcontractors and vendors.
3. Affidavits attesting to off-site stored products, invoices & insurance certificate.

F. When Architect requires substantiating information, submit data justifying dollar amounts in
question.  Provide one copy of data with cover letter for each copy of submittal. Show
application number and date, and line item by number and description.

1.04 MODIFICATION PROCEDURES
A. Submit name of the individual authorized to receive change documents and who will be

responsible for informing others in Contractor's employ or subcontractors of changes to the
Contract Documents.

B. For minor changes not involving an adjustment to the Contract Sum or Contract Time, Architect
will issue instructions directly to contractor .

C. For other required changes, Architect will issue a document signed by the Owner instructing
Contractor to proceed with the change, for subsequent inclusion in a Change Order.
1. The document will describe the required changes and will designate method of

determining any change in Contract Sum or Contract Time.
2. Promptly execute the change.
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D. For changes for which advance pricing is desired, Architect will issue a document that includes
a detailed description of a proposed change with supplementary or revised drawings and
specifications, a change in Contract Time for executing the change and the period of time
during which the requested price will be considered valid.   Contractor shall prepare and submit
a fixed price quotation within 10 days.

E. The contractor may propose a change by submitting a request for change to Architect,
describing the proposed change and its full effect on the Work, with a statement describing the
reason for the change, and the effect on the Contract Sum and Contract Time with full
documentation .  Document any requested substitutions in accordance with Section 01 6000.

F. Computation of Change in Contract Amount:  As specified in the Agreement and Conditions of
the Contract.
1. For change requested by Architect for work falling under a fixed price contract, the amount

will be based on Contractor's price quotation.
2. For change requested by Contractor, the amount will be based on the Contractor's request

for a Change Order as approved by Architect.
3. For pre-determined unit prices and quantities, the amount will based on the fixed unit

prices.
4. For change ordered by Architect without a quotation from Contractor, the amount will be

determined by Architect based on the Contractor's substantiation of costs as specified for
Time and Material work.

G. Substantiation of Costs:  Provide full information required for evaluation.
1.  Provide following data:

a. Quantities of products, labor, and equipment.
b. Taxes, insurance, and bonds.
c. Overhead and profit.
d. Justification for any change in Contract Time.
e. Credit for deletions from Contract, similarly documented.

2. Support each claim for additional costs with additional information:
a. Origin and date of claim.
b. Dates and times work was performed, and by whom.
c. Time records and wage rates paid.
d. Invoices and receipts for products, equipment, and subcontracts, similarly

documented.
3. For Time and Material work, submit itemized account and supporting data after completion

of change, within time limits indicated in the Conditions of the Contract.
H. Execution of Change Orders:  Architect will issue Change Orders for signatures of parties as

provided in the Conditions of the Contract.
I. After execution of Change Order, promptly revise Schedule of Values and Application for

Payment forms to record each authorized Change Order as a separate line item and adjust the
Contract Sum.

J. Promptly revise progress schedules to reflect any change in Contract Time, revise
sub-schedules to adjust times for other items of work affected by the change, and resubmit.

K. Promptly enter changes in Project Record Documents.
L. All changes must comply with the rules set forth in the Local and State General Requirements.

1.05 APPLICATION FOR FINAL PAYMENT
A. Prepare Application for Final Payment as specified for progress payments, identifying total

adjusted Contract Sum, previous payments, and sum remaining due.
B. Application for Final Payment will not be considered until the following have been accomplished:

1. All closeout procedures specified in Section 01 7000.
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PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION
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SECTION 01 3000
ADMINISTRATIVE REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Preconstruction meeting.
B. Site mobilization meeting.
C. Progress meetings.
D. Construction progress schedule.
E. Coordination drawings.
F. Submittals for review, information, and project closeout.
G. Number of copies of submittals.
H. Submittal procedures.

1.02 RELATED REQUIREMENTS
A. Section 01 3216 - Construction Progress Schedule:  Form, content, and administration of

schedules.
B. Section 01 7000 - Execution and Closeout Requirements:  Additional coordination requirements.
C. Section 01 7800 - Closeout Submittals:  Project record documents.
D. Section 01 9113 - General Commissioning Requirements:  Additional procedures for submittals

relating to commissioning.
1. Where submittals are indicated for review by both StudioJAED and the Commissioning

authority, submit one extra and route to StudioJAED first, for forwarding to the
Commissioning Authority.

2. Where submittals are not indicated to be reviewed by StudioJAED, submit directly to the
Commissioning Authority; otherwise, the procedures specified in this section apply to
commissioning submittals.

1.03 PROJECT COORDINATION
A. Project Coordinator:  The Owner's Representative.
B. Cooperate with the Project Coordinator in allocation of mobilization areas of site.
C. During construction, coordinate use of site and facilities through the Project Coordinator.
D. Comply with Project Coordinator's procedures for intra-project communications; submittals,

reports and records, schedules, coordination drawings, and recommendations; and resolution of
ambiguities and conflicts.

E. Comply with instructions of the Project Coordinator for use of temporary utilities and
construction facilities.

F. Make the following types of submittals to StudioJAED through the Project Coordinator:
1. Requests for interpretation.
2. Requests for substitution.
3. Shop drawings, product data, and samples.
4. Test and inspection reports.
5. Design data.
6. Coordination drawings.
7. Closeout submittals.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PRECONSTRUCTION MEETING

A. The Owner's Representative will schedule a meeting after Notice of Award.
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B. Attendance Required:
1. Town Facility Manager
2. StudioJAED.
3. Contractor.
4. Owner's Representative.

C. Agenda:
1. Execution of Town of Portsmouth-Contractor Agreement.
2. Submission of executed bonds and insurance certificates.
3. Distribution of Contract Documents.
4. Submission of list of Subcontractors, list of Products, schedule of values, and progress

schedule.
5. Designation of personnel representing the parties to Contract, and StudioJAED.
6. Procedures and processing of field decisions, submittals, substitutions, applications for

payments, proposal request, Change Orders, and Contract closeout procedures.
7. Scheduling.

D. Record minutes and distribute copies within two days after meeting to participants, with two
copies to Town Facility Manager, participants, and those affected by decisions made.

3.02 SITE MOBILIZATION MEETING
A. The General Contractor will schedule a meeting at the Project Site prior to Contractor

occupancy.
B. Attendance Required:

1. Contractor.
2. Town Facility Manager.
3. StudioJAED.
4. Contractor's Superintendent.
5. Owner's Representative.

C. Agenda:
1. Use of premises by Portsmouth Public Works and Contractor.
2. Portsmouth Town Hall's requirements and occupancy prior to completion.
3. Construction facilities and controls provided by Portsmouth Town Hall.
4. Temporary utilities provided by Portsmouth Town Hall.
5. Survey and building layout.
6. Security and housekeeping procedures.
7. Schedules.
8. Application for payment procedures.
9. Procedures for testing.
10. Procedures for maintaining record documents.
11. Requirements for start-up of equipment.
12. Inspection and acceptance of equipment put into service during construction period.

D. Record minutes and distribute copies within two days after meeting to participants, with two
copies to Town Facility Manager, participants, and those affected by decisions made.

3.03 PROGRESS MEETINGS
A. The General Contractor will schedule and administer meetings throughout progress of the Work

at minimum bi-monthly intervals.
B. The General Contractor will make arrangements for meetings, prepare agenda with copies for

participants, preside at meetings.
C. Attendance Required:  Job superintendent, major Subcontractors and suppliers, Town Facility

Manager, StudioJAED, as appropriate to agenda topics for each meeting.
D. Agenda:

1. Review minutes of previous meetings.
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2. Review of Work progress.
3. Field observations, problems, and decisions.
4. Identification of problems that impede, or will impede, planned progress.
5. Review of submittals schedule and status of submittals.
6. Maintenance of progress schedule.
7. Corrective measures to regain projected schedules.
8. Planned progress during succeeding work period.
9. Maintenance of quality and work standards.
10. Effect of proposed changes on progress schedule and coordination.
11. Other business relating to Work.

E. Record minutes and distribute copies within two days after meeting to participants, with two
copies to Town Facility Manager, participants, and those affected by decisions made.

3.04 CONSTRUCTION PROGRESS SCHEDULE
A. Within 10 days after date of the Agreement, submit preliminary schedule defining planned

operations for the first 30 days of Work, with a general outline for remainder of Work.
B. If preliminary schedule requires revision after review, submit revised schedule within 5 days.
C. Within 10 days after review of preliminary schedule, submit draft of proposed complete

schedule for review.
D. Within 10 days after joint review, submit complete schedule.
E. Submit updated schedule with each Application for Payment.

3.05 COORDINATION DRAWINGS
A. Provide information required by Town Facility Manager for preparation of coordination drawings.
B. Review drawings prior to submission to StudioJAED.

3.06 SUBMITTALS FOR REVIEW
A. When the following are specified in individual sections, submit them for review:

1. Product data.
2. Shop drawings.
3. Samples for selection.
4. Samples for verification.

B. Submit to StudioJAED for review for the limited purpose of checking for conformance with
information given and the design concept expressed in the contract documents.

C. Samples will be reviewed only for aesthetic, color, or finish selection.
D. After review, provide copies and distribute in accordance with SUBMITTAL PROCEDURES

article below and for record documents purposes described in Section 01 7800 - Closeout
Submittals.

3.07 SUBMITTALS FOR INFORMATION
A. When the following are specified in individual sections, submit them for information:

1. Design data.
2. Certificates.
3. Test reports.
4. Inspection reports.
5. Manufacturer's instructions.
6. Manufacturer's field reports.
7. NECHPS DATA.
8. Other types indicated.

B. Submit for StudioJAED's knowledge as contract administrator or for Portsmouth Public Works. 
No action will be taken.
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3.08 SUBMITTALS FOR PROJECT CLOSEOUT
A. When the following are specified in individual sections, submit them at project closeout:

1. Project record documents.
2. Operation and maintenance data.
3. Warranties.
4. Bonds.
5. Other types as indicated.

B. Submit for Portsmouth Public Works benefit during and after project completion.
3.09 NUMBER OF COPIES OF SUBMITTALS

A. Documents for Review:
1. Small Size Sheets, Not Larger Than 8-1/2 x 11 inches:  Submit the number of copies that

Contractor requires, plus three that will be retained by StudioJAED.
2. Larger Sheets, Not Larger Than 36 x 48 inches:  Submit the number of opaque

reproductions that Contractor requires, plus three that will be retained by StudioJAED.
B. Documents for Information:  Submit three.
C. Samples:  Submit the number specified in individual specification sections; one of which will be

retained by StudioJAED.
1. After review, produce duplicates.
2. Retained samples will not be returned to Contractor unless specifically so stated.

3.10 SUBMITTAL PROCEDURES
A. Transmittal Form:  AIA Form G810.
B. Sequentially number the transmittal form.  Revise submittals with original number and a

sequential alphabetic suffix.
C. Identify Project, Contractor, Subcontractor or supplier; pertinent drawing and detail number, and

specification section number, as appropriate on each copy.
D. Apply Contractor's stamp, signed or initialed certifying that review, approval, verification of

Products required, field dimensions, adjacent construction Work, and coordination of
information is in accordance with the requirements of the Work and Contract Documents.

E. Deliver submittals to Architect at business address.
F. Schedule submittals to expedite the Project, and coordinate submission of related items.
G. For each submittal for review, allow 15 days excluding delivery time to and from the Contractor.
H. Provide space for Contractor and StudioJAED's review stamps.
I. When revised for resubmission, identify all changes made since previous submission.
J. Distribute reviewed submittals as appropriate.  Instruct parties to promptly report any inability to

comply with requirements.
K. Submittals not requested will not be recognized or processed.

END OF SECTION
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SECTION 01 3216
CONSTRUCTION PROGRESS SCHEDULE

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Preliminary schedule.
B. Construction progress schedule, bar chart type.

1.02 SUBMITTALS
A. Within 10 days after date of Agreement, submit preliminary schedule defining planned

operations for the first 60 days of Work, with a general outline for remainder of Work.
B. Submit updated schedule with each Application for Payment.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PRELIMINARY SCHEDULE

A. Prepare preliminary schedule in the form of a horizontal bar chart.
3.02 CONTENT

A. Show complete sequence of construction by activity, with dates for beginning and completion of
each element of construction.

B. Show accumulated percentage of completion of each item, and total percentage of Work
completed, as of the first day of each month.

C. Provide legend for symbols and abbreviations used.
3.03 BAR CHARTS

A. Include a separate bar for each major portion of Work or operation.
B. Identify the first work day of each week.

END OF SECTION
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SECTION 01 3553
SECURITY PROCEDURES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Security measures including formal security program, entry control, personnel identification, and
miscellaneous restrictions.

1.02 RELATED REQUIREMENTS
A. Section 01 1000 - Summary:  use of premises and occupancy.
B. Section 01 5000 - Temporary Facilities and Controls:   Temporary lighting and barriers and

enclosures.
1.03 SECURITY PROGRAM

A. Protect Work, existing premises and Owner's operations from theft, vandalism, and
unauthorized entry.

B. Initiate program at project mobilization.
C. Initiate program in coordination with Owner's existing security system at project mobilization.
D. Maintain program throughout construction period until Owner acceptance precludes the need

for Contractor security.
E. Maintain program throughout construction period until directed by Architect.

1.04 ENTRY CONTROL
A. Restrict entrance of persons and vehicles into Project site and existing facilities.
B. Allow entrance only to authorized persons with proper identification.
C. Owner will control entrance of persons and vehicles related to Owner's operations.

1.05 PERSONNEL IDENTIFICATION
A. Provide identification badge to each person authorized to enter premises.
B. Badge To Include:  Personal photograph, name, expiration date and employer.
C. Maintain a list of accredited persons, submit copy to Owner on request.
D. Require return of badges at expiration of their employment on the Work.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION
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SECTION 01 4000
QUALITY REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. References and standards.
B. Quality assurance submittals.
C. Control of installation.
D. Tolerances.
E. Manufacturers' field services.

1.02 RELATED REQUIREMENTS
A. Section 01 3000 - Administrative Requirements:  Submittal procedures.
B. Section 01 6000 - Product Requirements:  Requirements for material and product quality.

1.03 REFERENCE STANDARDS
A. ASTM C1021 - Standard Practice for Laboratories Engaged in Testing of Building Sealants;

2008 (Reapproved 2014).
B. ASTM C1077 - Standard Practice for Agencies Testing Concrete and Concrete Aggregates for

Use in Construction and Criteria for Testing Agency Evaluation; 2017.
C. ASTM C1093 - Standard Practice for Accreditation of Testing Agencies for Masonry; 2019.
D. ASTM D3740 - Standard Practice for Minimum Requirements for Agencies Engaged in the

Testing and/or Inspection of Soil and Rock as Used in Engineering Design and Construction;
2019.

E. ASTM E329 - Standard Specification for Agencies Engaged in Construction Inspection, Testing,
or Special Inspection; 2020.

F. ASTM E543 - Standard Specification for Agencies Performing Nondestructive Testing; 2015.
1.04 SUBMITTALS

A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Design Data:  Submit for Architect's knowledge as contract administrator or for the Owner, for

information for the limited purpose of assessing conformance with information given and the
design concept expressed in the contract documents.

C. Test Reports:  After each test/inspection, promptly submit two copies of report to Architect and
to Owner.
1. Include:

a. Date issued.
b. Project title and number.
c. Name of inspector.
d. Date and time of sampling or inspection.
e. Identification of product and specifications section.
f. Location in the Project.
g. Type of test/inspection.
h. Date of test/inspection.
i. Results of test/inspection.
j. Conformance with Contract Documents.
k. When requested by Architect, provide interpretation of results.

2. Test reports are submitted for Architect's knowledge as contract administrator or for the
Owner, for information for the limited purpose of assessing conformance with information
given and the design concept expressed in the contract documents.
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D. Certificates:  When specified in individual specification sections, submit certification by the
manufacturer or installation/application subcontractor to Architect, in quantities specified for
Product Data.
1. Indicate material or product conforms to or exceeds specified requirements.  Submit

supporting reference data, affidavits, and certifications as appropriate.
2. Certificates may be recent or previous test results on material or product, but must be

acceptable to Architect.
E. Manufacturer's Instructions:  When specified in individual specification sections, submit printed

instructions for delivery, storage, assembly, installation, start-up, adjusting, and finishing, for the
Owner's information.  Indicate special procedures, perimeter conditions requiring special
attention, and special environmental criteria required for application or installation.

F. Manufacturer's Field Reports:  Submit reports for StudioJAED's benefit as contract
administrator or for Owner.
1. Submit report in duplicate within 30 days of observation to Architect and Owner for

information.
2. Submit for information for the limited purpose of assessing conformance with information

given and the design concept expressed in the contract documents.
G. Erection Drawings:  Submit drawings for Architect's benefit as contract administrator or for

Owner.
1. Submit for information for the limited purpose of assessing conformance with information

given and the design concept expressed in the contract documents.
2. Data indicating inappropriate or unacceptable Work may be subject to action by Architect

or Owner.
1.05 REFERENCES AND STANDARDS

A. For products and workmanship specified by reference to a document or documents not included
in the Project Manual, also referred to as reference standards, comply with requirements of the
standard, except when more rigid requirements are specified or are required by applicable
codes.

B. Conform to reference standard of date of issue current on date of Agreement, except where a
specific date is established by applicable code.

C. Obtain copies of standards where required by product specification sections.
D. Maintain copy at project site during submittals, planning, and progress of the specific work, until

Substantial Completion.
E. Should specified reference standards conflict with Contract Documents, request clarification

from Architect before proceeding.
F. Neither the contractual relationships, duties, or responsibilities of the parties in Contract nor

those of Architect shall be altered from the Contract Documents by mention or inference
otherwise in any reference document.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 CONTROL OF INSTALLATION

A. Monitor quality control over suppliers, manufacturers, products, services, site conditions, and
workmanship, to produce Work of specified quality.

B. Comply with manufacturers' instructions, including each step in sequence.
C. Should manufacturers' instructions conflict with Contract Documents, request clarification from

Architect before proceeding.
D. Comply with specified standards as minimum quality for the Work except where more stringent

tolerances, codes, or specified requirements indicate higher standards or more precise
workmanship.
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E. Have Work performed by persons qualified to produce required and specified quality.
F. Verify that field measurements are as indicated on shop drawings or as instructed by the

manufacturer.
G. Secure products in place with positive anchorage devices designed and sized to withstand

stresses, vibration, physical distortion, and disfigurement.
3.02 TOLERANCES

A. Monitor fabrication and installation tolerance control of products to produce acceptable Work. 
Do not permit tolerances to accumulate.

B. Comply with manufacturers' tolerances.  Should manufacturers' tolerances conflict with Contract
Documents, request clarification from Architect before proceeding.

C. Adjust products to appropriate dimensions; position before securing products in place.
3.03 MANUFACTURERS' FIELD SERVICES

A. When specified in individual specification sections, require material or product suppliers or
manufacturers to provide qualified staff personnel to observe site conditions, conditions of
surfaces and installation, quality of workmanship, start-up of equipment, test, adjust and
balance of equipment  as applicable, and to initiate instructions when necessary.

B. Submit qualifications of observer to Architect 30 days in advance of required observations.
1. Observer subject to approval of Architect.
2. Observer subject to approval of Owner.

C. Report observations and site decisions or instructions given to applicators or installers that are
supplemental or contrary to manufacturers' written instructions.

3.04 DEFECT ASSESSMENT
A. Replace Work or portions of the Work not conforming to specified requirements.
B. If, in the opinion of Architect, it is not practical to remove and replace the Work, Architect will

direct an appropriate remedy or adjust payment.
END OF SECTION
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SECTION 01 5000
TEMPORARY FACILITIES AND CONTROLS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Temporary sanitary facilities.
B. Temporary Controls:  Barriers, enclosures, and fencing.
C. Security requirements.
D. Vehicular access and parking.
E. Waste removal facilities and services.

1.02 RELATED REQUIREMENTS
A. Section  - Security Procedures.

1.03 TEMPORARY UTILITIES
A. Owner will provide the following:

1. Electrical power , consisting of connection to existing facilities.
2. Water supply, consisting of connection to existing facilities.

B. Existing facilities may be used.
C. Use trigger-operated nozzles for water hoses, to avoid waste of water.

1.04 TELECOMMUNICATIONS SERVICES
A. Provide, maintain, and pay for telecommunications services to field office at time of project

mobilization if a field office is employed.
B. Provide, maintain and pay for facsimile service  to field office at time of project mobilization.

1.05 TEMPORARY SANITARY FACILITIES
A. Provide and maintain required facilities and enclosures.  Provide at time of project mobilization.
B. Use of existing facilities is not permitted.
C. Maintain daily in clean and sanitary condition.

1.06 BARRIERS
A. Provide barriers to prevent unauthorized entry to construction areas, to prevent access to areas

that could be hazardous to workers or the public, to allow for owner's use of site and to protect
existing facilities and adjacent properties from damage from construction operations and
demolition.

B. Provide barricades and covered walkways required by governing authorities for public
rights-of-way and for public access to existing building.

C. Provide protection for plants designated to remain.  Replace damaged plants.
D. Protect non-owned vehicular traffic, stored materials, site, and structures from damage.

1.07 SECURITY - SEE SECTION 01 3553
A. Provide security and facilities to protect Work, existing facilities, and Owner's operations from

unauthorized entry, vandalism, or theft.
B. Coordinate with Portsmouth Town Hall security program.

1.08 VEHICULAR ACCESS AND PARKING
A. Coordinate access and haul routes with governing authorities and Owner.
B. Provide and maintain access to fire hydrants, free of obstructions.
C. Provide means of removing mud from vehicle wheels before entering streets.
D. Designated existing on-site roads may be used for construction traffic.
E. Existing parking areas may not be used for construction parking.
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F. No emergency egress from building may be blocked at any time.
1.09 WASTE REMOVAL

A. See Section 01 7419 - Waste Management, for additional requirements.
B. Provide waste removal facilities and services as required to maintain the site in clean and

orderly condition.
C. Provide containers with lids.  Remove trash from site periodically.
D. If materials to be recycled or re-used on the project must be stored on-site, provide suitable

non-combustible containers; locate containers holding flammable material outside the structure
unless otherwise approved by the authorities having jurisdiction.

E. Open free-fall chutes are not permitted.  Terminate closed chutes into appropriate containers
with lids.

1.10 FIELD OFFICES
A. Office:  As required by contractor. .
B. Locate offices a minimum distance of 30 feet (10 m) from existing  structures.

1.11 REMOVAL OF UTILITIES, FACILITIES, AND CONTROLS
A. Remove temporary utilities, equipment, facilities, materials, prior to Final Application for

Payment inspection.
B. Clean and repair damage caused by installation or use of temporary work.
C. Restore existing facilities used during construction to original condition.
D. Restore new permanent facilities used during construction to specified condition.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION
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SECTION 01 6000
PRODUCT REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. General product requirements.
B. Transportation, handling, storage and protection.
C. Product option requirements.
D. Substitution limitations and procedures.
E. Maintenance materials, including extra materials, spare parts, tools, and software.

1.02 RELATED REQUIREMENTS
A. Section 01 1000 - Summary:  Lists of products to be removed from existing building.
B. Section 01 4000 - Quality Requirements:  Product quality monitoring.
C. Section 01 7419 - Construction Waste Management and Disposal:  Waste disposal

requirements potentially affecting packaging and substitutions.
1.03 REFERENCE STANDARDS

A. 16 CFR 260.13 - Guides for the Use of Environmental Marketing Claims; Federal Trade
Commission; Recycled Content; Current Edition.

B. CAN/CSA Z809 - National Standard for Sustainable Forest Management; CSA International Inc;
2016.

C. NFPA 70 - National Electrical Code; Most Recent Edition Adopted by Authority Having
Jurisdiction, Including All Applicable Amendments and Supplements.

1.04 SUBMITTALS
A. Proposed Products List:  Submit list of major products proposed for use, with name of

manufacturer, trade name, and model number of each product.
1. Submit within 15 days after date of Agreement.
2. For products specified only by reference standards, list applicable reference standards.

B. Product Data Submittals:  Submit manufacturer's standard published data.  Mark each copy to
identify applicable products, models, options, and other data.  Supplement manufacturers'
standard data to provide information specific to this Project.

C. Shop Drawing Submittals:  Prepared specifically for this Project; indicate utility and electrical
characteristics, utility connection requirements, and location of utility outlets for service for
functional equipment and appliances.

D. Sample Submittals:  Illustrate functional and aesthetic characteristics of the product, with
integral parts and attachment devices. Coordinate sample submittals for interfacing work.
1. For selection from standard finishes, submit samples of the full range of the

manufacturer's standard colors, textures, and patterns.
PART 2  PRODUCTS
2.01 NEW PRODUCTS

A. Provide new products unless specifically required or permitted by the Contract Documents.
B. Do not use products having any of the following characteristics:

1. Made using or containing CFC's or HCFC's.
2. Made of wood from newly cut old growth timber.

C. Where all other criteria are met, Contractor shall give preference to products that:
1. Are extracted, harvested, and/or manufactured closer to the location of the project.
2. Have longer documented life span under normal use.
3. Result in less construction waste.
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4. Are made of vegetable materials that are rapidly renewable.
2.02 PRODUCT OPTIONS

A. Products Specified by Reference Standards or by Description Only:  Use any product meeting
those standards or description.

B. Products Specified by Naming One or More Manufacturers:  Use a product of one of the
manufacturers named and meeting specifications, no options or substitutions allowed.

C. Products Specified by Naming One or More Manufacturers with a Provision for Substitutions: 
Submit a request for substitution for any manufacturer not named.

2.03 MAINTENANCE MATERIALS
A. Furnish extra materials, spare parts, tools, and software of types and in quantities specified in

individual specification sections.
B. Deliver to Project site; obtain receipt prior to final payment.

PART 3  EXECUTION
3.01 SUBSTITUTION PROCEDURES

A. Instructions to Bidders specify time restrictions for submitting requests for substitutions during
the bidding period.  Comply with requirements specified in this section.

B. Architect will consider requests for substitutions only within 30 days after date of Agreement.
C. Substitutions may be considered when a product becomes unavailable through no fault of the

Contractor.
D. Document each request with complete data substantiating compliance of proposed substitution

with Contract Documents.
E. A request for substitution constitutes a representation that the submitter:

1. Has investigated proposed product and determined that it meets or exceeds the quality
level of the specified product.

2. Will provide the same warranty for the substitution as for the specified product.
3. Will coordinate installation and make changes to other Work that may be required for the

Work to be complete with no additional cost to Owner.
4. Waives claims for additional costs or time extension that may subsequently become

apparent.
F. Substitutions will not be considered when they are indicated or implied on shop drawing or

product data submittals, without separate written request, or when acceptance will require
revision to the Contract Documents.

G. Substitution Submittal Procedure:
1. Submit three copies of request for substitution for consideration.  Limit each request to one

proposed substitution.
2. Submit shop drawings, product data, and certified test results attesting to the proposed

product equivalence.  Burden of proof is on proposer.
3. The Architect will notify Contractor in writing of decision to accept or reject request.

3.02 TRANSPORTATION AND HANDLING
A. Package products for shipment in manner to prevent damage; for equipment, package to avoid

loss of factory calibration.
B. If special precautions are required, attach instructions prominently and legibly on outside of

packaging.
C. Coordinate schedule of product delivery to designated prepared areas in order to minimize site

storage time and potential damage to stored materials.
D. Transport and handle products in accordance with manufacturer's instructions.
E. Transport materials in covered trucks to prevent contamination of product and littering of

surrounding areas.
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F. Promptly inspect shipments to ensure that products comply with requirements, quantities are
correct, and products are undamaged.

G. Provide equipment and personnel to handle products by methods to prevent soiling,
disfigurement, or damage.

H. Arrange for the return of packing materials, such as wood pallets, where economically feasible.
3.03 STORAGE AND PROTECTION

A. Designate receiving/storage areas for incoming products so that they are delivered according to
installation schedule and placed convenient to work area in order to minimize waste due to
excessive materials handling and misapplication.

B. Store and protect products in accordance with manufacturers' instructions.
C. Store with seals and labels intact and legible.
D. Store sensitive products in weather tight, climate controlled, enclosures in an environment

favorable to product.
E. For exterior storage of fabricated products, place on sloped supports above ground.
F. Provide bonded off-site storage and protection when site does not permit on-site storage or

protection.
G. Protect products from damage or deterioration due to construction operations, weather,

precipitation, humidity, temperature, sunlight and ultraviolet light, dirt, dust, and other
contaminants.

H. Comply with manufacturer's warranty conditions, if any.
I. Cover products subject to deterioration with impervious sheet covering.  Provide ventilation to

prevent condensation and degradation of products.
J. Store loose granular materials on solid flat surfaces in a well-drained area.  Prevent mixing with

foreign matter.
K. Prevent contact with material that may cause corrosion, discoloration, or staining.
L. Provide equipment and personnel to store products by methods to prevent soiling,

disfigurement, or damage.
M. Arrange storage of products to permit access for inspection. Periodically inspect to verify

products are undamaged and are maintained in acceptable condition.
END OF SECTION
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SECTION 01 7000
EXECUTION AND CLOSEOUT REQUIREMENTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Requirements for Pandemics for Construction
B. Examination, preparation, and general installation procedures.
C. Cutting and patching.
D. Cleaning and protection.
E. Demonstration and instruction of Owner personnel.

1.02 RELATED REQUIREMENTS
A. Section 01 1000 - Summary:  Limitations on working in existing building; continued occupancy;

work sequence; identification of salvaged and relocated materials.
B. Section 01 3000 - Administrative Requirements:  Submittals procedures.
C. Section 01 4000 - Quality Requirements:  Testing and inspection procedures.
D. Section 01 5000 - Temporary Facilities and Controls:  Temporary interior partitions.
E. Section 01 5100 - Temporary Utilities:  Temporary heating, cooling, and ventilating facilities.
F. Section 01 7419 - Construction Waste Management and Disposal:  Additional procedures for

trash/waste removal, recycling, salvage, and reuse.
G. Section 01 7800 - Closeout Submittals:  Project record documents, operation and maintenance

data, warranties and bonds.
H. Section 01 9113 - General Commissioning Requirements:  Contractor's responsibilities in

regard to commissioning.
1.03 REFERENCE STANDARDS

A. NFPA 241 - Standard for Safeguarding Construction, Alteration, and Demolition Operations;
2019.

1.04 REQUIREMENTS FOR PANDEMICS FOR CONSTRUCTION
A. All construction activites shall adhere to the most recent CDC (Center for Disease Control),

DOH (Department of Health), OSHA (Occupational Safety and Health Administration), and any
other local ordinances regarding safety protocols for sanitizing the construction site, during, and
after construction, as well as prior to occupancy.

B. Any and all direction provided by the afore mentioned agencies regarding contractor proximity,
quantity, and other social distancing measures are required.

C. Final cleaning must be EPA approved products specific for disinfecting COVID 19
1.05 SUBMITTALS

A. Cutting and Patching:  Submit written request in advance of cutting or alteration that affects:
1. Structural integrity of any element of Project.
2. Integrity of weather exposed or moisture resistant element.
3. Efficiency, maintenance, or safety of any operational element.
4. Visual qualities of sight exposed elements.

1.06 COORDINATION
A. Coordinate scheduling, submittals, and work of the various sections of the Project Manual to

ensure efficient and orderly sequence of installation of interdependent construction elements,
with provisions for accommodating items installed later.

B. Coordinate completion and clean-up of work of separate sections.



22137 Portsmouth Town Hall
Roof Replacement

01 7000 - 2 EXECUTION AND CLOSEOUT
REQUIREMENTS

C. After Owner occupancy of premises, coordinate access to site for correction of defective work
and work not in accordance with Contract Documents, to minimize disruption of Owner's
activities.

PART 2  PRODUCTS
2.01 MATERIALS

A. New Materials:  As specified in product sections; match existing products and work for patching
and extending work.

B. Type and Quality of Existing Products:  Determine by inspecting and testing products where
necessary, referring to existing work as a standard.

C. Product Substitution:  For any proposed change in materials, submit request for substitution
described in Section 01 6000.

PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that existing site conditions and substrate surfaces are acceptable for subsequent work. 
Start of work means acceptance of existing conditions.

B. Verify that existing substrate is capable of structural support or attachment of new work being
applied or attached.

C. Examine and verify specific conditions described in individual specification sections.
D. Take field measurements before confirming product orders or beginning fabrication, to minimize

waste due to over-ordering or misfabrication.
E. Verify that utility services are available, of the correct characteristics, and in the correct

locations.
F. Prior to Cutting:  Examine existing conditions prior to commencing work, including elements

subject to damage or movement during cutting and patching.  After uncovering existing work,
assess conditions affecting performance of work.  Beginning of cutting or patching means
acceptance of existing conditions.

3.02 PREPARATION
A. Clean substrate surfaces prior to applying next material or substance.
B. Seal cracks or openings of substrate prior to applying next material or substance.
C. Apply manufacturer required or recommended substrate primer, sealer, or conditioner prior to

applying any new material or substance in contact or bond.
3.03 GENERAL INSTALLATION REQUIREMENTS

A. In addition to compliance with regulatory requirements, conduct construction operations in
compliance with NFPA 241, including applicable recommendations in Appendix A.

B. Install products as specified in individual sections, in accordance with manufacturer's
instructions and recommendations, and so as to avoid waste due to necessity for replacement.

C. Make vertical elements plumb and horizontal elements level, unless otherwise indicated.
D. Install equipment and fittings plumb and level, neatly aligned with adjacent vertical and

horizontal lines, unless otherwise indicated.
E. Make consistent texture on surfaces, with seamless transitions, unless otherwise indicated.
F. Make neat transitions between different surfaces, maintaining texture and appearance.  

3.04 ALTERATIONS
A. Drawings showing existing construction and utilities are based on casual field observation and

existing record documents only.
1. Verify that construction and utility arrangements are as shown.
2. Report discrepancies to Architect before disturbing existing installation.
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3. Beginning of alterations work constitutes acceptance of existing conditions.
B. Keep areas in which alterations are being conducted separated from other areas that are still

occupied.
C. Remove existing work as indicated and as required to accomplish new work.

1. Remove items indicated on drawings.
2. Relocate items indicated on drawings.

D. Services (Including but not limited to HVAC, Plumbing, Fire Protection, Electrical, and
Telecommunications):  Remove, relocate, and extend existing systems to accommodate new
construction.
1. Maintain existing active systems that are to remain in operation; maintain access to

equipment and operational components; if necessary, modify installation to allow access or
provide access panel.

2. Where existing systems or equipment are not active and Contract Documents require
reactivation, put back into operational condition; repair supply, distribution, and equipment
as required.

3. Where existing active systems serve occupied facilities but are to be replaced with new
services, maintain existing systems in service until new systems are complete and ready
for service.
a. Disable existing systems only to make switchovers and connections; minimize

duration of outages.
b. Provide temporary connections as required to maintain existing systems in service.

4. Verify that abandoned services serve only abandoned facilities.
5. Remove abandoned pipe, ducts, conduits, and equipment, including those above

accessible ceilings; remove back to source of supply where possible, otherwise cap stub
and tag with identification; patch holes left by removal using materials specified for new
construction.

E. Protect existing work to remain.
1. Prevent movement of structure; provide shoring and bracing if necessary.
2. Perform cutting to accomplish removals neatly and as specified for cutting new work.
3. Repair adjacent construction and finishes damaged during removal work.

F. Adapt existing work to fit new work:  Make as neat and smooth transition as possible.
G. Patching:  Where the existing surface is not indicated to be refinished, patch to match the

surface finish that existed prior to cutting.  Where the surface is indicated to be refinished, patch
so that the substrate is ready for the new finish.

H. Refinish existing surfaces as indicated:
1. Where rooms or spaces are indicated to be refinished, refinish all visible existing surfaces

to remain to the specified condition for each material, with a neat transition to adjacent
finishes.

2. If mechanical or electrical work is exposed accidentally during the work, re-cover and
refinish to match.

I. Clean existing systems and equipment.
J. Remove demolition debris and abandoned items from alterations areas and dispose of off-site;

do not burn or bury.
K. Do not begin new construction in alterations areas before demolition is complete.
L. Comply with all other applicable requirements of this section.

3.05 CUTTING AND PATCHING
A. Whenever possible, execute the work by methods that avoid cutting or patching.
B. Perform whatever cutting and patching is necessary to:

1. Complete the work.
2. Fit products together to integrate with other work.
3. Provide openings for penetration of mechanical, electrical, and other services.
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4. Match work that has been cut to adjacent work.
5. Repair areas adjacent to cuts to required condition.
6. Repair new work damaged by subsequent work.
7. Remove samples of installed work for testing when requested.
8. Remove and replace defective and non-conforming work.

C. Execute work by methods that avoid damage to other work and that will provide appropriate
surfaces to receive patching and finishing.  In existing work, minimize damage and restore to
original condition.

D. Cut rigid materials using masonry saw or core drill.  Pneumatic tools not allowed without prior
approval.

E. Restore work with new products in accordance with requirements of Contract Documents.
F. Fit work air tight to pipes, sleeves, ducts, conduit, and other penetrations through surfaces.
G. At penetrations of fire rated walls, partitions, ceiling, or floor construction, completely seal voids

with fire rated material , to full thickness of the penetrated element.
H. Patching:

1. Finish patched surfaces to match finish that existed prior to patching.  On continuous
surfaces, refinish to nearest intersection or natural break.  For an assembly, refinish entire
unit.

2. Match color, texture, and appearance.
3. Repair patched surfaces that are damaged, lifted, discolored, or showing other

imperfections due to patching work. If defects are due to condition of substrate, repair
substrate prior to repairing finish.

3.06 PROGRESS CLEANING
A. Maintain areas free of waste materials, debris, and rubbish.  Maintain site in a clean and orderly

condition.
B. Remove debris and rubbish from pipe chases, plenums, attics, crawl spaces, and other closed

or remote spaces, prior to enclosing the space.
C. Broom and vacuum clean interior areas prior to start of surface finishing, and continue cleaning

to eliminate dust.
D. Collect and remove waste materials, debris, and trash/rubbish from site periodically and dispose

off-site; do not burn or bury.
3.07 PROTECTION OF INSTALLED WORK

A. Protect installed work from damage by construction operations.
B. Provide special protection where specified in individual specification sections.
C. Provide temporary and removable protection for installed products. Control activity in immediate

work area to prevent damage.
D. Provide protective coverings at walls, projections, jambs, sills, and soffits of openings.
E. Protect finished floors, stairs, and other surfaces from traffic, dirt, wear, damage, or movement

of heavy objects, by protecting with durable sheet materials.
F. Prohibit traffic or storage upon waterproofed or roofed surfaces.  If traffic or activity is

necessary, obtain recommendations for protection from waterproofing or roofing material
manufacturer.

G. Prohibit traffic from landscaped areas.
H. Remove protective coverings when no longer needed; reuse or recycle plastic coverings if

possible.
3.08 DEMONSTRATION AND INSTRUCTION

A. See Section 01 7900 - Demonstration and Training.
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3.09 ADJUSTING
A. Adjust operating products and equipment to ensure smooth and unhindered operation.

3.10 FINAL CLEANING
A. Use cleaning materials that are nonhazardous.
B. Clean interior and exterior glass, surfaces exposed to view; remove temporary labels, stains

and foreign substances, polish transparent and glossy surfaces, vacuum carpeted and soft
surfaces.

C. Remove all labels that are not permanent.  Do not paint or otherwise cover fire test labels or
nameplates on mechanical and electrical  equipment.

D. Clean debris from roofs, gutters, downspouts, and drainage systems.
E. Clean site; sweep paved areas, rake clean landscaped surfaces.
F. Remove waste, surplus materials, trash/rubbish, and construction facilities from the site;

dispose of in legal manner; do not burn or bury.
3.11 CLOSEOUT PROCEDURES

A. Make submittals that are required by governing or other authorities.
B. Notify Architect when work is considered ready for Substantial Completion.  
C. Submit written certification that Contract Documents have been reviewed, work has been

inspected, and that work is complete in accordance with Contract Documents and ready for
Architect's review.

D. Owner will occupy all of the building as specified in Section 01 1000.
E. Correct items of work listed in executed Certificates of Substantial Completion and comply with

requirements for access to Owner-occupied areas.
F. Notify Architect when work is considered finally complete.
G. Complete items of work determined by Architect's final inspection.

END OF SECTION
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SECTION 01 7419
CONSTRUCTION WASTE MANAGEMENT AND DISPOSAL

PART 1  GENERAL
1.01 WASTE MANAGEMENT REQUIREMENTS

A. Owner requires that the Contractor follow State requirements for Construction Waste
Management and meet or exceed minimum construction site waste management requirements.

B. Employ processes that ensure the generation of as little waste as possible due to error, poor
planning, breakage, mishandling, contamination, or other factors.

C. Minimize trash/waste disposal in landfills; reuse, salvage, or recycle as much waste as
economically feasible.

D. Contractor shall develop and follow a Waste Management Plan in accordance with State
requirements.

E. Contractor shall document successful salvage, recycling and diversion of construction  and
demolition materials in accordance with State requirements.

F. Methods of trash/waste disposal that are not acceptable are:
1. Burning on the project site.
2. Burying on the project site.
3. Other illegal dumping or burying.

G. Regulatory Requirements:  Contractor is responsible for knowing and complying with regulatory
requirements, including but not limited to Federal, state, local and NECHPS requirements,
pertaining to legal disposal of all construction and demolition waste materials.

1.02 RELATED REQUIREMENTS
A. Section 01 3000 - Administrative Requirements:  Additional requirements for project meetings,

reports, submittal procedures, and project documentation.
B. Section 01 5000 - Temporary Facilities and Controls:  Additional requirements related to

trash/waste collection and removal facilities and services.
C. Section 01 7000 - Execution and Closeout Requirements:  Trash/waste prevention procedures

related to demolition, cutting and patching, installation, protection, and cleaning.
1.03 DEFINITIONS

A. Clean:  Untreated and unpainted;  not contaminated with oils, solvents, caulk, or the like.
B. Construction and Demolition Waste:  Solid wastes typically including building materials,

packaging, trash, debris, and rubble resulting from construction, remodeling, repair and
demolition operations.

C. Hazardous:  Exhibiting the characteristics of hazardous substances, i.e., ignitibility, corrosivity,
toxicity or reactivity.

D. Nonhazardous:  Exhibiting none of the characteristics of hazardous substances, i.e., ignitibility,
corrosivity, toxicity, or reactivity.

E. Nontoxic:  Neither immediately poisonous to humans nor poisonous after a long period of
exposure.

F. Recyclable:  The ability of a product or material to be recovered at the end of its life cycle and
remanufactured into a new product for reuse by others.

G. Recycle:  To remove a waste material from the project site to another site for remanufacture
into a new product for reuse by others.

H. Recycling:  The process of sorting, cleansing, treating and reconstituting solid waste and other
discarded materials for the purpose of using the altered form.  Recycling does not include
burning, incinerating, or thermally destroying waste.

I. Return:  To give back reusable items or unused products to vendors for credit.
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J. Reuse:  To reuse a construction waste material in some manner on the project site.
K. Salvage:  To remove a waste material from the project site to another site for resale or reuse by

others.
L. Sediment:  Soil and other debris that has been eroded and transported by storm or well

production run-off water.
M. Source Separation:  The act of keeping different types of waste materials separate beginning

from the first time they become waste.
N. Toxic:  Poisonous to humans either immediately or after a long period of exposure.
O. Trash:  Any product or material unable to be reused, returned, recycled, or salvaged.
P. Waste:  Extra material or material that has reached the end of its useful life in its intended use. 

Waste includes salvageable, returnable, recyclable, and reusable material.
PART 2  PRODUCTS
2.01 PRODUCT SUBSTITUTIONS

A. See Section 01 6000 - Product Requirements for substitution submission procedures.
B. For each proposed product substitution, submit the following information in addition to

requirements specified in Section 01 6000:
1. Relative amount of waste produced, compared to specified product.
2. Cost savings on waste disposal, compared to specified product, to be deducted from the

Contract Sum.
3. Proposed disposal method for waste product.
4. Markets for recycled waste product.

PART 3  EXECUTION
3.01 WASTE MANAGEMENT PROCEDURES

A. See Section 01 1000 for list of items to be salvaged from the existing building for relocation in
project or for Owner.

B. See Section 01 3000 for additional requirements for project meetings, reports, submittal
procedures, and project documentation.

C. See Section 01 5000 for additional requirements related to trash/waste collection and removal
facilities and services.

D. See Section 01 6000 for waste prevention requirements related to delivery, storage, and
handling.

E. See Section 01 7000 for trash/waste prevention procedures related to demolition, cutting and
patching, installation, protection, and cleaning.

END OF SECTION
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SECTION 01 7800
CLOSEOUT SUBMITTALS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Project Record Documents.
B. Operation and Maintenance Data.
C. Warranties and bonds.

1.02 RELATED REQUIREMENTS
A. Section 01 3000 - Administrative Requirements:  Submittals procedures, shop drawings,

product data, and samples.
B. Section 01 7000 - Execution and Closeout Requirements:  Contract closeout procedures.
C. Individual Product Sections:  Specific requirements for operation and maintenance data.
D. Individual Product Sections:  Warranties required for specific products or Work.

1.03 SUBMITTALS
A. Project Record Documents:  Submit documents to the Architect with claim for final Application

for Payment.
B. Operation and Maintenance Data:

1. Submit two copies of preliminary draft or proposed formats and outlines of contents before
start of Work.  Architect will review draft and return one copy with comments.

2. For equipment, or component parts of equipment put into service during construction and
operated by Owner, submit completed documents within ten days after acceptance.

3. Submit 1 copy of completed documents 15 days prior to final inspection.  This copy will be
reviewed and returned , with Architect comments.  Revise content of all document sets as
required prior to final submission.

4. Submit two sets of revised final documents in final form within 10 days after final
inspection.

C. Warranties and Bonds:
1. For equipment or component parts of equipment put into service during construction with

Owner's permission, submit documents within 10 days after acceptance.
2. Make other submittals within 10 days after Date of Substantial Completion, prior to final

Application for Payment.
3. For items of Work for which acceptance is delayed beyond Date of Substantial

Completion, submit within 10 days after acceptance, listing the date of acceptance as the
beginning of the warranty period.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PROJECT RECORD DOCUMENTS

A. Maintain on site one set of the following record documents; record actual revisions to the Work:
1. Drawings.
2. Specifications.
3. Addenda.
4. Change Orders and other modifications to the Contract.
5. Reviewed shop drawings, product data, and samples.
6. Manufacturer's instruction for assembly, installation, and adjusting.

B. Ensure entries are complete and accurate, enabling future reference by Owner.
C. Store record documents separate from documents used for construction.
D. Record information concurrent with construction progress.
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E. Specifications:  Legibly mark and record at each product section description of actual products
installed, including the following:
1. Manufacturer's name and product model and number.
2. Product substitutions or alternates utilized.
3. Changes made by Addenda and modifications.

F. Record Drawings and Shop Drawings:  Legibly mark each item to record actual construction
including:
1. Measured depths of foundations in relation to finish main floor datum.
2. Measured horizontal and vertical locations of underground utilities and appurtenances,

referenced to permanent surface improvements.
3. Measured locations of internal utilities and appurtenances concealed in construction,

referenced to visible and accessible features of the Work.
4. Field changes of dimension and detail.
5. Details not on original Contract drawings.

3.02 OPERATION AND MAINTENANCE DATA
A. For Each Product or System:  List names, addresses and telephone numbers of Subcontractors

and suppliers, including local source of supplies and replacement parts.
B. Product Data:  Mark each sheet to clearly identify specific products and component parts, and

data applicable to installation.  Delete inapplicable information.
C. Drawings:  Supplement product data to illustrate relations of component parts of equipment and

systems, to show control and flow diagrams.  Do not use Project Record Documents as
maintenance drawings.

D. Typed Text:  As required to supplement product data.  Provide logical sequence of instructions
for each procedure, incorporating manufacturer's instructions.

3.03 OPERATION AND MAINTENANCE DATA FOR MATERIALS AND FINISHES
A. For Each Product, Applied Material, and Finish:

1. Product data, with catalog number, size, composition, and color and texture designations.
2. Information for re-ordering custom manufactured products.

B. Instructions for Care and Maintenance:  Manufacturer's recommendations for cleaning agents
and methods, precautions against detrimental cleaning agents and methods, and
recommended schedule for cleaning and maintenance.

C. Moisture protection and weather-exposed products:  Include product data listing applicable
reference standards, chemical composition, and details of installation.  Provide
recommendations for inspections, maintenance, and repair.

D. Additional information as specified in individual product specification sections.
E. Provide a listing in Table of Contents for design data, with tabbed fly sheet and space for

insertion of data.
3.04 OPERATION AND MAINTENANCE DATA FOR EQUIPMENT AND SYSTEMS

A. For Each Item of Equipment and Each System:
1. Description of unit or system, and component parts.
2. Identify function, normal operating characteristics, and limiting conditions.
3. Include performance curves, with engineering data and tests.
4. Complete nomenclature and model number of replaceable parts.

B. Panelboard Circuit Directories:  Provide electrical service characteristics, controls, and
communications; typed.

C. Include color coded wiring diagrams as installed.
D. Operating Procedures:  Include start-up, break-in, and routine normal operating instructions and

sequences.  Include regulation, control, stopping, shut-down, and emergency instructions. 
Include summer, winter, and any special operating instructions.
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E. Maintenance Requirements:  Include routine procedures and guide for preventative
maintenance and trouble shooting; disassembly, repair, and reassembly instructions; and
alignment, adjusting, balancing, and checking instructions.

F. Provide servicing and lubrication schedule, and list of lubricants required.
G. Include manufacturer's printed operation and maintenance instructions.
H. Include sequence of operation by controls manufacturer.
I. Provide original manufacturer's parts list, illustrations, assembly drawings, and diagrams

required for maintenance.
J. Provide control diagrams by controls manufacturer as installed.
K. Provide Contractor's coordination drawings, with color coded piping diagrams as installed.
L. Provide charts of valve tag numbers, with location and function of each valve, keyed to flow and

control diagrams.
M. Provide list of original manufacturer's spare parts, current prices, and recommended quantities

to be maintained in storage.
N. Include test and balancing reports.
O. Additional Requirements:  As specified in individual product specification sections.

3.05 OPERATION AND MAINTENANCE MANUALS
A. Prepare instructions and data by personnel experienced in maintenance and operation of

described products.
B. Prepare data in the form of an instructional manual.
C. Binders:  Commercial quality, 8-1/2 by 11 inch (216 by 280 mm) three D side ring; capacity

expansion binders with durable plastic covers; 3 inch (____ mm) maximum ring size.  When
multiple binders are used, correlate data into related consistent groupings.

D. Cover:  Identify each binder with typed or printed title OPERATION AND MAINTENANCE
INSTRUCTIONS; identify title of Project; identify subject matter of contents.

E. Provide tabbed dividers for each separate product and system, with typed description of product
and major component parts of equipment.

F. Text:  Manufacturer's printed data, or typewritten data on 20 pound paper.
G. Drawings:  Provide with reinforced punched binder tab.  Bind in with text; fold larger drawings to

size of text pages.
H. Arrange content by systems under section numbers and sequence of Table of Contents of this

Project Manual.
I. Contents:  Prepare a Table of Contents for each volume, with each product or system

description identified, in three parts as follows:
1. Part 1:  Directory, listing names, addresses, and telephone numbers of Architect,

Contractor, Subcontractors, and major equipment suppliers.
2. Part 2:  Operation and maintenance instructions, arranged by system and subdivided by

specification section.  For each category, identify names, addresses, and telephone
numbers of Subcontractors and suppliers.  Identify the following:
a. Significant design criteria.
b. List of equipment.
c. Parts list for each component.
d. Operating instructions.
e. Maintenance instructions for equipment and systems.
f. Maintenance instructions for special finishes, including recommended cleaning

methods and materials, and special precautions identifying detrimental agents.
3. Part 3:  Project documents and certificates, including the following:

a. Shop drawings and product data.
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b. Air and water balance reports.
c. Certificates.
d. Photocopies of warranties and bonds.

J. Provide a listing in Table of Contents for design data, with tabbed dividers and space for
insertion of data.

K. Table of Contents:  Provide title of Project; names, addresses, and telephone numbers of
Architect  Owner and with name of responsible parties; schedule of products and systems,
indexed to content of the volume.

3.06 WARRANTIES AND BONDS
A. Obtain warranties and bonds, executed in duplicate by responsible Subcontractors, suppliers,

and manufacturers, within 10 days after completion of the applicable item of work.  Except for
items put into use with Owner's permission, leave date of beginning of time of warranty until the
Date of Substantial completion is determined.

B. Verify that documents are in proper form, contain full information, and are notarized.
C. Co-execute submittals when required.
D. Retain warranties and bonds until time specified for submittal.
E. Include photocopies of each in operation and maintenance manuals, indexed separately on

Table of Contents.
F. Manual:  Bind in commercial quality 8-1/2 by 11 inch (216 by 279 mm) three D side ring binders

with durable plastic covers.
G. Cover:  Identify each binder with typed or printed title WARRANTIES AND BONDS, with title of

Project; name, address and telephone number of Contractor and equipment supplier; and name
of responsible company principal.

H. Table of Contents:  Neatly typed, in the sequence of the Table of Contents of the Project
Manual, with each item identified with the number and title of the specification section in which
specified, and the name of product or work item.

I. Separate each warranty or bond with index tab sheets keyed to the Table of Contents listing. 
Provide full information, using separate typed sheets as necessary.  List Subcontractor,
supplier, and manufacturer, with name, address, and telephone number of responsible principal.

END OF SECTION
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SECTION 02 4100
DEMOLITION

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Selective demolition of roof assmebly and associated building elements per drawings.
B. Legal disposal of demolished items.

1.02 RELATED REQUIREMENTS
A. Section 00 3100 - Available Project Information:  Existing building survey conducted by Owner;

information about known hazardous materials.
B. Section 01 1000 - Summary:  Limitations on Contractor's use of site and premises.
C. Section 01 1000 - Summary:  Sequencing and staging requirements.
D. Section 01 6000 - Product Requirements:  Handling and storage of items removed for salvage

and relocation.
E. Section 01 7419 - Construction Waste Management and Disposal:  Limitations on disposal of

removed materials; requirements for recycling.
1.03 REFERENCE STANDARDS

A. 29 CFR 1926 - U.S. Occupational Safety and Health Standards; current edition.
B. NFPA 241 - Standard for Safeguarding Construction, Alteration, and Demolition Operations;

2019.
1.04 SUBMITTALS

A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Demolition Plan:  Submit demolition plan as specified by OSHA and local authorities.

1. Indicate extent of demolition, removal sequence, bracing and shoring, and location and
construction of barricades and fences.

2. Identify demolition firm and submit qualifications.
3. Include a summary of safety procedures.

C. Project Record Documents:  Accurately record actual locations of capped and active utilities
and subsurface construction.

1.05 QUALITY ASSURANCE
A. Demolition Firm:  Company specializing in the type of work required.

1. Minimum of 3 years of documented experience.
1.06 PROJECT CONDITIONS

A. Minimize production of dust due to demolition operations; do not use water if that will result in
ice, flooding, sedimentation of public waterways or storm sewers, or other pollution.

PART 2  PRODUCTS 
2.01 MATERIALS

A. Not used.
PART 3  EXECUTION
3.01 GENERAL PROCEDURES AND PROJECT CONDITIONS

A. Comply with applicable codes and regulations for demolition operations and safety of adjacent
structures and the public.
1. Obtain required permits.
2. Comply with applicable requirements of NFPA 241.
3. Take precautions to prevent catastrophic or uncontrolled collapse of structures to be

removed; do not allow worker or public access within range of potential collapse of
unstable structures.
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4. Provide, erect, and maintain temporary barriers and security devices.
5. Use physical barriers to prevent access to areas that could be hazardous to workers or the

public.
6. Conduct operations to minimize effects on and interference with adjacent structures and

occupants.
7. Conduct operations to minimize obstruction of public and private entrances and exits; do

not obstruct required exits at any time; protect persons using entrances and exits from
removal operations.

8. Obtain written permission from owners of adjacent properties when demolition equipment
will traverse, infringe upon or limit access to their property.

B. Do not begin removal until receipt of notification to proceed from Owner.
C. Do not begin removal until built elements to be salvaged or relocated have been removed.
D. Protect existing structures and other elements that are not to be removed.

1. Provide bracing and shoring.
2. Prevent movement or settlement of adjacent structures.
3. Stop work immediately if adjacent structures appear to be in danger.

E. If hazardous materials are discovered during removal operations, stop work and notify Architect
and Owner; hazardous materials include regulated asbestos containing materials, lead, PCB's,
and mercury.

F. Hazardous Materials:  Comply with 29 CFR 1926 and state and local regulations.
G. Perform demolition in a manner that maximizes salvage and recycling of materials.

1. Comply with requirements of Section 01 7419 - Waste Management.
2. Dismantle existing construction and separate materials.
3. Set aside reusable, recyclable, and salvageable materials; store and deliver to collection

point or point of reuse.
3.02 SELECTIVE DEMOLITION FOR ALTERATIONS

A. Drawings showing existing construction and utilities are based on field observation and existing
record documents only.
1. Verify that construction and utility arrangements are as shown.
2. Report discrepancies to Architect before disturbing existing installation.
3. Beginning of demolition work constitutes acceptance of existing conditions.

B. Separate areas in which demolition is being conducted from other areas that are still occupied.
1. Provide, erect, and maintain temporary dustproof partitions of construction.  

C. Remove existing work as indicated and as required to accomplish new work.
1. Remove rotted wood, corroded metals, and deteriorated masonry and concrete; replace

with new construction specified.
2. Remove items indicated on drawings.

D. Services (Including but not limited to HVAC, Plumbing, Fire Protection, Electrical, and
Telecommunications):  Remove existing systems and equipment as indicated.
1. Maintain existing active systems that are to remain in operation; maintain access to

equipment and operational components.
2. Where existing active systems serve occupied facilities but are to be replaced with new

services, maintain existing systems in service until new systems are complete and ready
for service.

3. Verify that abandoned services serve only abandoned facilities before removal.
4. Remove abandoned pipe, ducts, conduits, and equipment, including those above

accessible ceilings; remove back to source of supply where possible, otherwise cap stub
and tag with identification.

E. Protect existing work to remain.
1. Prevent movement of structure; provide shoring and bracing if necessary.
2. Perform cutting to accomplish removals neatly and as specified for cutting new work.
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3. Repair adjacent construction and finishes damaged during removal work.
4. Patch as specified for patching new work.

3.03 DEBRIS AND WASTE REMOVAL
A. Remove debris, junk, and trash from site.
B. Remove from site all materials not to be reused on site; .
C. Leave site in clean condition, ready for subsequent work.
D. Clean up spillage and wind-blown debris from public and private lands.

END OF SECTION
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SECTION 06 1000
ROUGH CARPENTRY

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Preservative treated wood materials.
B. Wood nailers and curbs for roofing and items installed on roof.

1.02 RELATED REQUIREMENTS
A. Section 07 62 00 - Sheet Metal Flashing and Trim:  Roof edge and wall flashings.
B. Section 07 54 00 - Thermoplastic Membrane Roofing
C. Section 07 7200 - Roof Accessories:  Prefabricated roof curbs.
D. Section 07 72 10 - Pre-Manufactured Skylite Curbs

1.03 REFERENCE STANDARDS
A. ASTM A153/A153M - Standard Specification for Zinc Coating (Hot-Dip) on Iron and Steel

Hardware; 2016a.
B. ASTM A653/A653M - Standard Specification for Steel Sheet, Zinc-Coated (Galvanized) or

Zinc-Iron Alloy-Coated (Galvannealed) by the Hot-Dip Process; 2020.
C. ASTM E84 - Standard Test Method for Surface Burning Characteristics of Building Materials;

2020.
D. AWPA U1 - Use Category System: User Specification for Treated Wood; 2018.
E. ICC-ES AC38 - Acceptance Criteria for Water-Resistive Barriers; 2016, with Editorial Revision

(2019).
F. PS 2 - Performance Standard for Wood-Based Structural-Use Panels; 2010.

1.04 SUBMITTALS
A. See Section 01 33 00 - Administrative Requirements, for submittal procedures.
B. Manufacturer's Certificate:  Certify that wood products supplied for rough carpentry meet or

exceed specified requirements.
1.05 QUALITY ASSURANCE

A. Lumber:  Comply with PS 20 and approved grading rules and inspection agencies.
1. Lumber of other species or grades, or graded by other agencies, is acceptable provided

structural and appearance characteristics are equivalent to or better than products
specified.

B. Preservative-Treated Wood:  Provide lumber and plywood marked or stamped by an
ALSC-accredited testing agency, certifying level and type of treatment in accordance with
AWPA standards.

1.06 DELIVERY, STORAGE, AND HANDLING
A. General: Cover wood products to protect against moisture. Support stacked products to prevent

deformation and to allow air circulation. 
PART 2  PRODUCTS
2.01 GENERAL REQUIREMENTS

A. Dimension Lumber:  Comply with PS 20 and requirements of specified grading agencies.
1. If no species is specified, provide any species graded by the agency specified; if no

grading agency is specified, provide lumber graded by any grading agency meeting the
specified requirements.

2. Grading Agency:  Any grading agency whose rules are approved by the Board of Review,
American Lumber Standard Committee (www.alsc.org) and who provides grading service
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for the species and grade specified; provide lumber stamped with grade mark unless
otherwise indicated.

2.02 CONSTRUCTION PANELS
A. Roof Sheathing:  Any PS 2 type, rated Structural I Sheathing. (If used to build-up roof edge

walls)
1. Bond Classification:  Exterior.
2. Span Rating:  60.
3. Performance Category:  3/4 PERF CAT.

B. Other Applications:
1. Plywood Concealed From View But Located Within Exterior Enclosure:  PS 1, C-C

Plugged or better, Exterior grade.
2. Plywood Exposed to View But Not Exposed to Weather:  PS 1, A-D, or better.
3. Other Locations:  PS 1, C-D Plugged or better.
4. Electrical Component Mounting:  APA rated plywood B-C sheathing, fire retardant treated.

2.03 ACCESSORIES
A. Fasteners and Anchors:

1. Metal and Finish:  Hot-dipped galvanized steel per ASTM A 153/A 153M; or Stainless Steel
for high humidity and preservative-treated wood locations, unfinished steel elsewhere.

2.04 FACTORY WOOD TREATMENT
A. Treated Lumber and Plywood:  Comply with requirements of AWPA U1 - Use Category System

for wood treatments determined by use categories, expected service conditions, and specific
applications.  
1. Fire-Retardant Treated Wood:  Mark each piece of wood with producer's stamp indicating

compliance with specified requirements.
2. Preservative-Treated Wood:  Provide lumber and plywood marked or stamped by an

ALSC-accredited testing agency, certifying level and type of treatment in accordance with
AWPA standards. 

B. Fire Retardant Treatment:
1. Manufacturers:

a. Arch Wood Protection, Inc:  www.wolmanizedwood.com/#sle.
b. Hoover Treated Wood Products, Inc:  www.frtw.com/#sle.
c. Osmose, Inc:  www.osmose.com/#sle.
d. Substitutions:  Not permitted.

2. Exterior Type:  AWPA U1, Category UCFB, Commodity Specification H, chemically treated
and pressure impregnated; capable of providing a maximum flame spread rating of 25
when tested in accordance with ASTM E84, with no evidence of significant combustion
when test is extended for an additional 20 minutes both before and after accelerated
weathering test performed in accordance with ASTM D2898.
a. Kiln dry wood after treatment to a maximum moisture content of 19 percent for lumber

and 15 percent for plywood.
b. Do not use treated wood in direct contact with the ground.

C. Preservative Treatment:
1. Manufacturers:

a. Arch Wood Protection, Inc.:  www.wolmanizedwood.com.
b. Viance, LLC:  www.treatedwood.com.
c. Osmose, Inc:  www.osmose.com.
d. Substitutions:  Not permitted.

D. Preservative Pressure Treatment of Lumber Above Grade:  AWPA U1, Use Category UC3B,
Commodity Specification A using waterborne preservative to 0.25 lb/cu ft (4.0 kg/cu m)
retention.
1. Kiln dry lumber after treatment to maximum moisture content of 19 percent.
2. Treat lumber in contact with roofing, flashing, or waterproofing.
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3. Treat lumber in contact with masonry or concrete.
4. Treat lumber less than 18 inches (450 mm) above grade.

a. Treat lumber in other locations as indicated.
5. Preservative Pressure Treatment of Plywood Above Grade:  AWPA U1, Use Category

UC2 and UC3B, Commodity Specification F using waterborne preservative to 0.25 lb/cu ft
(4.0 kg/cu m) retention.
a. Kiln dry plywood after treatment to maximum moisture content of 15 percent.
b. Treat plywood in contact with masonry or concrete.
c. Treat plywood in other locations as indicated.

PART 3  EXECUTION
3.01 PREPARATION

A. Coordinate installation of rough carpentry members specified in other sections.
3.02 INSTALLATION - GENERAL

A. Select material sizes to minimize waste. 
B. Reuse scrap to the greatest extent possible; clearly separate scrap for use on site as accessory

components, including: shims, bracing, and blocking.
3.03 BLOCKING, NAILERS, AND SUPPORTS

A. Provide framing and blocking members as indicated or as required to support finishes, fixtures,
specialty items, and trim.

3.04 ROOF-RELATED CARPENTRY
A. Coordinate installation of roofing carpentry with deck construction, framing of roof openings, and

roofing assembly installation.
B. Provide wood curb at all roof openings except where prefabricated curbs are specified and

where specifically indicated otherwise.  Form corners by alternating lapping side members.
3.05 INSTALLATION OF ACCESSORIES AND MISCELLANEOUS WOOD

A. Coordinate curb installation with installation of decking and support of deck openings, roofing
vapor retardant, parapet construction, and roof edge fascia.

3.06 INSTALLATION OF CONSTRUCTION PANELS
A. Roof Sheathing:  Secure panels with long dimension perpendicular to framing members, with

ends staggered and over firm bearing. (If used to build-up roof edge walls)
1. Use sheathing clips between roof framing members.
2. Provide solid edge blocking between sheets.
3. Screw panels to framing;  staples are not permitted.
4. Provide furring for ventilation under roof panel installation and over composite roof deck.

3.07 TOLERANCES
A. Framing Members:  1/4 inch (6 mm) from true position, maximum.

3.08 CLEANING
A. Waste Disposal:

1. Comply with applicable regulations.
2. Do not burn scrap on project site.
3. Do not burn scraps that have been pressure treated.
4. Do not send materials treated with pentachlorophenol, CCA, or ACA to co-generation

facilities or “waste-to-energy” facilities.
B. Do not leave any wood, shavings, sawdust, etc. on the ground or buried in fill.  
C. Prevent sawdust and wood shavings from entering the storm drainage system.

END OF SECTION
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SECTION 07 0150
PREPARATION FOR RE-ROOFING

PART 1 - GENERAL
1.01 SCOPE OF WORK

A. Remove the existing roofing layers per drawings, insulation, recovery board, base flashings,
sheet metal, vent stack flashings, and pavers completely in accordance with the drawings.  
Sweep and clean all debris off of the surface and adjacent areas.

B. Remove all marked obsolete equipment and install new decking as required.
C. All roof work shall be conducted within the contract time limits.
D. Remove and reinstall ALL rooftop equipment as necessary to extend the existing curb flashings

to a minimum of 12 inches above the finished roof surface and 12 inches above the finished
roof surface for all vents unleass noted otherwise.  This shall include removal and re-installation
of the existing exhaust fans, ventilators and all other equipment on areas to be re-roofed. 
Disconnect electric surface and controls and extend wiring / controls as necessary to achieve
the required minimum heights.

1.02 PRE-INSTALLATION CONFERENCE
A. Review installation procedures and coordination required with related work.

1.03 ENVIRONMENTAL REQUIREMENTS
A. Do not remove existing roofing system when weather conditions threaten the integrity of the

building contents or intended continued occupancy.  Maintain continued temporary protection
prior to installation of the new roofing system.  Provide temporary weather protection to insure
that the building is weather tight and that no damage occurs to the building, interior contents,
furnishings, equipment and finished during re-roofing operations.

1.04 PROTECTION
A. It shall be the Contractor's responsibility to respond immediately to correction of roof leakage

during construction.  A four (4) hour time limit shall be given from the time of notification of
emergency conditions.  In the event of water penetration during rain or a storm, the Contractor
shall provide for repair of the building contents and interior including, but not limited to, all
interior contents, furnishings, equipment, building systems and finishes.  If the Contractor does
not respond or cannot be contacted, the Owner will affect repairs or emergency action and the
Contractor shall be back charged for all expenses and damages, if any.

1.05 SCHEDULING
A. Schedule work to coincide with commencement of installation of new roofing system.

PART 2 - PRODUCTS
2.01 MATERIALS

A. Temporary protection; Sheet Polyethylene.  Provide weights or fasteners to retain sheeting in
position.

B. Base Sheet:  ASTM D-4601 Type II.  Provide weights, adhesives or fasteners to retain sheeting
in position.

PART 3 - EXECUTION
3.01 EXAMINATION

A. Roofing Contractor to verify existing site conditions, including roof dimensions.  The Owner and
Architect assume no responsibility for the existing actual conditions that the Contractor may
encounter during the course of work that can be reasonably foreseen during the Pre-Bid
inspection.  The building layout was taken from existing drawings.  The Contractor shall verify all
dimensions and conditions in the field prior to demolition and notify the Architect should any
conditions encountered vary from the Contract Documents.

B. Verify that existing roof surface is clear and ready for work.
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3.02 MATERIALS REMOVAL
A. Remove all membrane, cant strips, insulation, expansion joints, base flashings, and any other

items required for installation of the new roof.  In addition, completely remove all nails and other
debris to leave a smooth, even surface for re-roofing.

B. Under certain conditions, it will be necessary and desirable to incorporate one or more of the
following methods for removal of dirt, silt, gravel, debris, roof membrane, and insulation from the
roof surface in order to preserve the ecology, eliminate unsightly conditions, and protect the
building surfaces:

C. Enclose chutes with protective shrouds on the building and ground surfaces.
D. All debris dumped from the roof shall be transported from the roof via chutes into dumpsters or

trucks, and this debris shall be removed from the premises when vehicles are full at the
Contractors cost.  No debris shall be transported from the area being worked on over a
previously finished roof without an underlayment of 3/4" plywood.

E. Perform all demolition and re-roofing work in such a manner as to not damage or affect the load
carrying capacity of the existing structural system.

F. Contractor shall provide cut off (night tie in) at the end of each day's work.
G. All curbs are to be raised to a minimum height of 12” above the finished roof surface. Be sure to

calculate tapered insulation + recovery board + new roof system when calculating blocking
heights

H. All soil stacks must be raised a minimum of 12” above the finished roof surface. No soil stack
may be sleeved with the joint facing to weather.

I. All abandoned drain lines must be capped with a threaded cap.
J. All mechanical equipment is to be disconnected by a licensed mechanical contractor and set

aside until the roof is replaced. The units are to be reinstalled after work is complete and fed
through a goose neck penetration. The roofing contractor must hire a certified mechanical
contractor for all mechanical reclamation work and disconnect

END OF SECTION
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SECTION 07 3113
ASPHALT SHINGLES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Asphalt shingle roofing.
B. Flexible sheet membranes for underlayment.
C. Associated metal flashings and accessories.

1.02 REFERENCE STANDARDS
A. ASTM D1970/D1970M - Standard Specification for Self-Adhering Polymer Modified Bituminous

Sheet Materials Used as Steep Roofing Underlayment for Ice Dam Protection; 2019.
B. ASTM D3161/D3161M - Standard Test Method for Wind-Resistance of Steep Slope Roofing

Products (Fan-Induced Method); 2016a.
C. ASTM D3462/D3462M - Standard Specification for Asphalt Shingles Made From Glass Felt and

Surfaced with Mineral Granules; 2016.
D. ASTM D4586/D4586M - Standard Specification for Asphalt Roof Cement, Asbestos-Free; 2007

(Reapproved 2018).
E. ASTM E108 - Standard Test Methods for Fire Tests of Roof Coverings; 2017.
F. NRCA (RM) - The NRCA Roofing Manual; 2019.
G. UL (DIR) - Online Certifications Directory; Current Edition.

1.03 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data:  Provide data indicating material characteristics.
C. Shop Drawings:  For metal flashings, indicate specially configured metal flashings.
D. Samples:  Submit two samples of each shingle color indicating color range and finish

texture/pattern; for color selection.
E. Manufacturer's Installation Instructions:  Indicate installation criteria and procedures.
F. Warranty Documentation:  Submit manufacturer warranty and ensure that forms have been

completed in Owner's name and registered with manufacturer.
G. Maintenance Materials:  Furnish the following for Owner's use in maintenance of project.

1. See Section 01 6000 - Product Requirements, for additional provisions.
1.04 QUALITY ASSURANCE

A. Roofing Manufacturer's Qualifications:  Company specializing in the type of work required.
1. Minimum of twenty years of experience.

B. Roofing Firm's Qualifications:  Company specializing in the type of work required.
1. Minimum of ten years of  experience.

C. Products are Required to Comply with Fire Resistance Criteria:  UL (DIR) listed and labeled.
1.05 FIELD CONDITIONS

A. Do not install shingles or eave protection membrane when surface temperatures are below 45
degrees F (7 degrees C).

1.06 WARRANTY
A. See Section 01 7800 - Closeout Submittals, for additional warranty requirements.
B. Provide manufacturer's lifetime transferable warranty.
C. All roofing materials and accessories shall be approved by the manufacturer in accordance with

requiremetns of the warranty.
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PART 2  PRODUCTS
2.01 MANUFACTURERS

A. Asphalt Shingles:
1. CERTAINTEED LANDMARK PRO ASPHALT SHINGLE ROOF - COLOR TO BE 

COLONIAL SLATE..
2.02 ASPHALT SHINGLES

A. Asphalt Shingles:  Asphalt-coated glass felt, mineral granule surfaced, complying with ASTM
D3462/D3462M.
1. Fire Resistance:  Class A, conforming to ASTM E108.
2. Wind Resistance:  Class F, when tested in accordance with ASTM D3161/D3161M.
3. Weight:  250 lb/100 sq ft (____ kg/sq m).
4. Self-sealing type.
5. Warranty: Lifetime.

2.03 SHEET MATERIALS
A. Underlayment:  Self-adhering rubber-modified asphalt sheet complying with ASTM

D1970/D1970M; 22 mil (0.55 mm) total thickness; with strippable release film and woven
polypropylene sheet top surface.
1. Self Sealability:  Passing nail sealability test specified in ASTM D1970/D1970M.
2. Low Temperature Flexibility:  Passing test specified in ASTM D1970/D1970M.

2.04 ACCESSORIES
A. Nails:  Standard round wire shingle type, of hot-dipped zinc coated steel, 10 wire gage, 0.1019

inch (2.59 mm) shank diameter, 3/8 inch (9.5 mm) head diameter, of sufficient length to
penetrate through roof sheathing or 3/4 inch (19 mm) into roof sheathing or decking.

B. Plastic Cement:  ASTM D4586/D4586M, asphalt roof cement.
C. Ridge Vents: Plastic with vent openings that do not permit direct water or weather entry, flanged

to receive shingles.
2.05 METAL FLASHINGS

A. Metal Flashings:  Provide sheet metal eave edge, gable edge, and other flashing indicated.
B. Aluminum Sheet Metal:  Prefinished aluminum, 26 gage, 0.017 inch (0.43 mm) minimum

thickness; PVC coating, color as selected by Owner.
PART 3  EXECUTION
3.01 EXAMINATION

A. Verify existing conditions prior to beginning work.
B. Verify deck surfaces are dry, free of ridges, warps, or voids.

3.02 PREPARATION
A. Seal roof deck joints wider than 1/16 inch (1.5 mm) as recommended by shingle manufacturer.

3.03 INSTALLATION
3.04 INSTALLATION - UNDERLAYMENT

A. Underlayment At Roof Slopes Greater Than 4:12:  Install underlayment perpendicular to slope
of roof, with ends and edges weather lapped minimum 4 inches (100 mm), stagger end laps of
each consecutive layer, nail in place, and weather lap minimum 4 inches (100 mm) over eave
protection.

B. Weather lap and seal watertight with plastic cement any items projecting through or mounted on
roof.
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3.05 INSTALLATION - SHINGLES
A. Install shingles in accordance with manufacturer's instructions manufacturer's instructions and 1

applicable requirements.
1. Fasten individual shingles using two nails per shingle, or as required by code, whichever is

greater.
2. Fasten strip shingles using four nails per strip, or as required by code, whichever is

greater.
B. Place shingles in straight coursing pattern with 5 inch (125 mm) weather exposure to produce

double thickness over full roof area.  Provide double course of shingles at eaves.
C. Project first course of shingles 3/4 inch (19 mm) beyond fascia boards.
D. Extend shingles 1/2 inch (13 mm) beyond face of gable edge fascia boards.
E. Complete installation to provide weather tight service.

END OF SECTION
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SECTION 07 5300
ELASTOMERIC MEMBRANE ROOFING

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Elastomeric roofing membrane, mechanically fastened conventional and adhered conventional
application.

B. Insulation, flat.
C. Cover boards.
D. Flashings.
E. Roofing cant strips, stack boots, and walkway pads.

1.02 REFERENCE STANDARDS
A. ASCE 7 - Minimum Design Loads and Associated Criteria for Buildings and Other Structures;

Most Recent Edition Cited by Referring Code or Reference Standard.
B. ASTM C1177/C1177M - Standard Specification for Glass Mat Gypsum Substrate for Use as

Sheathing; 2017.
C. ASTM C1289 - Standard Specification for Faced Rigid Cellular Polyisocyanurate Thermal

Insulation Board; 2020.
D. ASTM D4637/D4637M - Standard Specification for EPDM Sheet Used in Single-Ply Roof

Membrane; 2015 (Reapproved 2021).
E. NRCA (WM) - The NRCA Waterproofing Manual; 2005.

1.03 ADMINISTRATIVE REQUIREMENTS
A. Preinstallation Meeting:  Convene a preinstallation meeting two weeks before starting work of

this section; require attendance by all affected installers; review preparation and installation
procedures and coordination and scheduling necessary for related work.

1.04 SUBMITTALS
A. See Section 01 33 00 - Submittal Procedures, for submittal procedures.
B. Product Data:  Provide data indicating membrane materials, flashing materials, insulation, vapor

retarder, surfacing, and fasteners.
C. Shop Drawings:  Indicate joint or termination detail conditions, conditions of interface with other

materials, and setting plan for tapered insulation.
D. Samples for Verification:  Submit two samples 6 by 6 inches (152.4 by 152.4 mm) in size

illustrating for each product speciified.
E. Installer's qualification statement.
F. Warranty:  Submit manufacturer warranty and ensure forms have been completed in Owner's

name and registered with manufacturer.
1.05 QUALITY ASSURANCE

A. Manufacturer Qualifications:  Company specializing in manufacturing the products specified in
this section with minimum twenty years of documented experience.

B. Installer Qualifications:  Company specializing in performing the work of this section with
minimum ten years documented experience.

1.06 DELIVERY, STORAGE, AND HANDLING
A. Deliver materials in manufacturer's original containers, dry and undamaged, with seals and

labels intact.
B. Store materials in weather protected environment, clear of ground and moisture.



22137 Portsmouth Town Hall
Roof Replacement

07 5300 - 2 ELASTOMERIC MEMBRANE
ROOFING

C. Ensure storage and staging of materials does not exceed static and dynamic load-bearing
capacities of roof decking.

D. Protect foam insulation from direct exposure to sunlight.
1.07 FIELD CONDITIONS

A. Do not apply roofing membrane during unsuitable weather.
B. Do not apply roofing membrane to damp or frozen deck surface or when precipitation is

expected or occurring.
C. Do not expose materials vulnerable to water or sun damage in quantities greater than can be

weatherproofed the same day.
D. Schedule applications so that no partially completed sections of roof are left exposed at end of

workday.
1.08 WARRANTY

A. See Section 01 7800 - Closeout Submittals, for additional warranty requirements.
B. Correct defective Work within a two year period after Date of Substantial Completion.
C. Provide twenty year manufacturer's Total System material and labor warranty to cover failure to

prevent penetration of water.
PART 2  PRODUCTS
2.01 MANUFACTURERS

A. EPDM Membrane Materials:  Subject to compliance with the specifications, products from the
following manufacturers may be provided:
1. Carlisle Roofing Systems, Inc:  www.carlisle-syntec.com/#sle.
2. Firestone Building Products, LLC:  www.firestonebpco.com/#sle.
3. Johns Manville:  www.jm.com/#sle.
4. Mul-Hide Products:  www.mulehide.com
5. Substitutions:  See Section 01 6000 - Product Requirements.

2.02 ROOFING - UNBALLASTED APPLICATIONS
A. Elastomeric Membrane Roofing:  One ply membrane, fully adhered, over vapor retarder and

insulation.
B. Roofing Assembly Requirements:

1. Wind Uplift:
a. Designed to withstand wind uplift forces calculated with ASCE 7-10.
b. Design Wind Speed:  In accordance with local building code and authorities having

jurisdiction (AHJ).
c. IBC 2012 Basic Wind Speed: 120.
d. IBC Exposure Category:  B.
e. IBC Risk Category: III.

C. Acceptable Insulation Types - Constant Thickness Application:  Any of types specified.
1. Minimum 2 layers of polyisocyanurate or extruded polystyrene board.

2.03 ROOFING MEMBRANE AND ASSOCIATED MATERIALS
A. Membrane:  Ethylene-propylene-diene-terpolymer (EPDM); non-reinforced; complying with

minimum properties of ASTM D4637/D4637M.
1. Thickness:   0.060 inch (60 mil) (1.5 mm) at low-slope roof, 0.090 inch (90 mil) (2.3 mm) at

gutters.
2. Sheet Width:  76 inch (1930 mm), minimum; factory-fabricate into largest sheets possible.
3. Color:  Black.

B. Seaming Materials:  As recommended by membrane manufacturer.
C. Flashing Membrane:  Self-curing, non-reinforced membrane composed of nonvulcanized EPDM

rubber, complying with ASTM D 4811 Type II, and with the following properties:



22137 Portsmouth Town Hall
Roof Replacement

07 5300 - 3 ELASTOMERIC MEMBRANE
ROOFING

1. Thickness:  0.055" (1.4 mm)
2. Color: Same as field membrane

D. Self-Adhesive Flashing Membrane:  Semi-cured 45 mil EPDM membrane laminated to 35 mil
(0.9 mm) EPDM tape adhesive;

2.04 COVER BOARDS
A. Cover Boards:  Glass-mat faced gypsum panels complying with ASTM C1177/C1177M.

1. Thickness:  1/2 inch (12.7 mm), fire-resistant.
2.05 INSULATION

A. Polyisocyanurate (ISO) Board Insulation:  Rigid cellular foam, complying with ASTM C1289.
1. Classifications:

a. Type II:
1) Class 1 - Faced with glass fiber reinforced cellulosic felt facers on both major

surfaces of core foam.
2) Compressive Strength:  Classes 1-2-3, Grade 2 - 20 psi (138 kPa), minimum.
3) R-Value:  5.7 per inch.

2. Board Size:  48 by 96 inch (1220 by 2440 mm).
3. Board Thickness:  2.0 inch (50 mm).
4. Board Edges:  Square.
5. Required Thermal Resistance:  Minimum R-30.
6. Manufacturers:

a. Dow Chemical Company:  www.dow.com/#sle.
b. Carlisle Syntec.
c. Firestone.
d. GAF; EnergyGuard Polyiso Insulation:  www.gaf.com/#sle.
e. Substitutions:  See Section 01 6000 - Product Requirements.

2.06 AUXILIARY ROOFING SYSTEM COMPONENTS
A. Coping System:  Manufacturer’s factory fabricated .050 Aluminum coping with a two coat Kynar

finish, consisting of a base piece and a snap-on cap.  Provide product manufactured and
marketed by single-source membrane supplier that is included in the No Dollar Limit guarantee. 
Basis of Design:  Presto-Lock Coping

B. Metal/Membrane Flashing: Specially designed and manufactured flashing for sealing and
waterproofing.

C. Metal Flashing Sheet:  Metal flashing sheet is specified in Division 07 Section "Sheet Metal
Flashing and Trim."

2.07 ACCESSORIES
A. Stack Boots:  Prefabricated flexible boot and collar for pipe stacks through membrane;

elastomeric material compatible with membrane.
B. Cant and Edge Strips:  Wood fiberboard, compatible with roofing materials; cants formed to 45

degree angle.
C. Sheathing Joint Tape:  Paper type, 4 inch (101.6 mm) wide, self adhering.
D. Insulation Joint Tape:  Glass fiber reinforced type as recommended by insulation manufacturer,

compatible with roofing materials; 6 inches (150 mm) wide; self adhering.
E. Insulation Fasteners:  Appropriate for purpose intended.

1. Length as required for thickness of insulation material and penetration of deck substrate,
with metal washers.

F. Adhesive Primer:  Synthetic rubber based primer formulated for compatibility with EPDM
membrane and tape adhesive, with VOC content less than 2.1 lb/gal (250 g/L).

G. Seam Edge Treatment:  EPDM rubber-based sealant, formulated for sealing exposed edges of
membrane at seams.
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H. Thinners and Cleaners:  As recommended by adhesive manufacturer, compatible with
membrane.

I. Pourable Sealer:  Two-part polyurethane, two-color for reliable mixing.
J. Water Block Seal:  Butyl rubber sealant for use between two surfaces, not exposed.
K. Strip Reglet Devices:  Galvanized steel, maximum possible lengths per location, with

attachment flanges.
L. Insulation Perimeter Restraint:  Stainless steel edge device configured to restrain insulation

boards in position and provide top flashing over ballast.
M. Walkway Pads:  Manufacturer's standard membrane walkway pads suitable for maintenance

traffic. Walkway pads shall be installed with a 1" minimum - 6" maximum gap between each
other for drainage.
1. Composition:  Roofing membrane manufacturer's standard.
2. Size:  30 by 30 inch (762 by 762 mm).
3. Products:

a. Basis of Design: Firestone Rubbergard Quickseam Walkway Pad or approved equal.
b. Substitutions:  See Section 01 6000 - Product Requirements.

PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that surfaces and site conditions are ready to receive work.
B. Verify deck is supported and secure.
C. Verify deck is clean and smooth, flat, free of depressions, waves, or projections, properly sloped

and suitable for installation of roof system.
D. Verify deck surfaces are dry and free of snow or ice.
E. Verify that roof openings, curbs, and penetrations through roof are solidly set, and cant strips

are in place.
3.02 PREPARATION - WOOD DECK

A. Verify flatness and tightness of joints in wood decking; fill knot holes with latex filler.
B. Confirm dry deck by moisture meter with 12 percent moisture maximum.

3.03 INSULATION - UNDER MEMBRANE
A. All deck/deck cover substrates (except metal decks) must be primed prior to application. Use

only primer supplied by membrane manufacturer.
B. Attachment of Insulation:

1. Mechanically fasten first layer of insulation to deck in accordance with roofing
manufacturer's instructions and FM (AG) Factory Mutual requirements.

C. Cover Boards:  Mechanically fasten cover boards in accordance with roofing manufacturer's
instructions and FM (AG) Factory Mutual requirements.

D. Lay boards with edges in moderate contact without forcing.  Cut insulation to fit neatly to
perimeter blocking and around penetrations through roof.

E. Tape joints of insulation in accordance with roofing and insulation manufacturers' instructions.
F. Neatly and tightly fit insulation to all penetrations, projections, and nailers, with gaps not greater

than ¼" (6 mm). Fill gaps greater than ¼" (6 mm) with acceptable insulation.  Do not leave the
roofing membrane unsupported over a space greater than ¼" (6 mm).

G. Do not apply more insulation than can be covered with membrane in same day.
3.04 FLASHING AND ACCESSORIES INSTALLATION

A. Install flashings, including laps, splices, joints, bonding, adhesion, and attachment, as required
by membrane manufacturer's recommendations and details.
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B. Metal Accessories:  Install metal edgings, gravel stops, and copings in locations indicated on
the drawings, with horizontal leg of edge member over membrane and flashing over metal onto
membrane.
1. Follow roofing manufacturer's instructions.
2. Remove protective plastic surface film immediately before installation.
3. Install water block sealant under the membrane anchorage leg.
4. Flash with manufacturer's recommended flashing sheet unless otherwise indicated.
5. Where single application of flashing will not completely cover the metal flange, install

additional piece of flashing to cover the metal edge.
6. If the roof edge includes a gravel stop and sealant is not applied between the laps in the

metal edging, install an additional piece of self-adhesive flashing membrane over the metal
lap to the top of the gravel stop; apply seam edge treatment at the intersections of the two
flashing sections.

7. When the roof slope is greater than 1:12, apply seam edge treatment along the back edge
of the flashing.

C. Flashing at Penetrations:  Flash all penetrations passing through the membrane; make flashing
seals directly to the penetration.
1. Pipes, Round Supports, and Similar Items:  Flash with specified pre-molded pipe flashings

wherever practical; otherwise use specified self-curing elastomeric flashing.
2. Pipe Clusters and Unusual Shaped Penetrations:  Provide penetration pocket at least 2"

(50 mm) deep, with at least 1" (25 mm) clearance from penetration, sloped to shed water.
3. Structural Steel Tubing:  If corner radii are greater than ¼" (6 mm) and longest side of tube

does not exceed 12" (305 mm), flash as for pipes; otherwise, provide a standard curb with
flashing.

4. Flexible and Moving Penetrations:  Provide weathertight gooseneck set in sealant and
secured to deck, flashed as recommended by manufacturer.

3.05 MEMBRANE APPLICATION
A. Install elastomeric membrane roofing system in accordance with manufacturer's

recommendations and NRCA (WM) applicable requirements.
B. Roll out membrane, free from wrinkles or tears.  Place sheet into place without stretching.
C. Shingle joints on sloped substrate in direction of drainage.
D. Fully Adhered Application:  Fully embed membrane in adhesive except in areas directly over or

within 3 inches (75 mm) of expansion joints.  Fully adhere one roll before proceeding to
adjacent rolls.

E. Overlap edges and ends and seal seams by contact adhesive, minimum 3 inches (76 mm). 
Seal permanently waterproof.  Apply uniform bead of sealant to joint edge.

F. At intersections with vertical surfaces:
1. Extend membrane over cant strips and up a minimum of 4 inches (102 mm) onto vertical

surfaces.
2. Fully adhere flexible flashing over membrane and up to nailing strips.
3. Secure flashing to nailing strips at 4 inches (100 mm) on center.

G. At gravel stops, extend membrane under gravel stop and to the outside face of the wall.
H. Around roof penetrations, seal flanges and flashings with flexible flashing.
I. Coordinate installation of associated counterflashings installed under other sections.

3.06 FINISHING AND WALKWAY INSTALLATION
A. Install walkways at access points to the roof, around rooftop equipment that may require

maintenance, and where indicated on the drawings.
B. Walkway Pads:  Adhere to the roofing membrane, spacing each pad at minimum of 1" (25 mm)

and maximum of 3" (75 mm) from each other to allow for drainage.
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1. If installation of walkway pads over field fabricated splices or within 6" (150 mm) of a splice
edge cannot be avoided, adhere another layer of flashing over the splice and extending
beyond the walkway pad a minimum of 6" (150 mm) on either side.

2. Prime the membrane, remove the release paper on the pad, press in place, and walk on
pad to ensure proper adhesion.

3.07 CLEANING
A. See Section 01 7000 - Execution and Closeout Requirements for additional requirements.
B. See Section 01 7419 - Construction Waste Management and Disposal, for additional

requirements.
C. Remove bituminous markings from finished surfaces.
D. In areas where finished surfaces are soiled by work of this section, consult manufacturer of

surfaces for cleaning advice and comply with their documented instructions.
E. Repair or replace defaced or damaged finishes caused by work of this section.

3.08 PROTECTION
A. Protect installed roofing and flashings from construction operations.
B. Where traffic must continue over finished roof membrane, protect surfaces using durable

materials.
END OF SECTION
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SECTION 07 6200
SHEET METAL FLASHING AND TRIM

PART 1 - GENERAL
1.01 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary
Conditions and Division 01 Specification Sections, apply to this Section.

1.02 SUMMARY
A. Section Includes:

1. Manufactured reglets with counterflashing.
2. Formed roof-drainage sheet metal fabrications.
3. Formed low-slope roof sheet metal fabrications.
4. Formed equipment support flashing.

B. Related Requirements:
1. Section 06 10 00 Rough Carpentry
2. Section 07 54 00 Thwermoplastic Membraner Roofing
3. Section 07 92 00 Joint Sealers

1.03 COORDINATION
A. Coordinate sheet metal flashing and trim layout and seams with sizes and locations of

penetrations to be flashed, and joints and seams in adjacent materials.
B. Coordinate sheet metal flashing and trim installation with adjoining roofing and wall materials,

joints, and seams to provide leakproof, secure, and noncorrosive installation.
1.04 PREINSTALLATION MEETINGS

A. Pre-installation Conference:  Conduct conference at Project site.
1. Review construction schedule. Verify availability of materials, Installer's personnel,

equipment, and facilities needed to make progress and avoid delays.
2. Review special roof details, roof drainage, roof-penetration flashing, equipment curbs, and

condition of other construction that affect sheet metal flashing and trim.
3. Review requirements for insurance and certificates if applicable.
4. Review sheet metal flashing observation and repair procedures after flashing installation.

1.05 SUBMITTALS
A. Product Data:  For each type of product.

1. Include construction details, material descriptions, dimensions of individual components
and profiles, and finishes for each manufactured product and accessory.

B. Shop Drawings:  For sheet metal flashing and trim.
1. Include plans, elevations, sections, and attachment details.
2. Detail fabrication and installation layouts, expansion-joint locations, and keyed details. 

Distinguish between shop- and field-assembled work.
3. Include identification of material, thickness, weight, and finish for each item and location in

Project.
4. Include details for forming, including profiles, shapes, seams, and dimensions.
5. Include details for joining, supporting, and securing, including layout and spacing of

fasteners, cleats, clips, and other attachments.  Include pattern of seams.
6. Include details of termination points and assemblies.
7. Include details of expansion joints and expansion-joint covers, including showing direction

of expansion and contraction from fixed points.
8. Include details of roof-penetration flashing.
9. Include details of edge conditions, including eaves, ridges, valleys, rakes, crickets, and

counterflashings as applicable.
10. Include details of special conditions.
11. Include details of connections to adjoining work.
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12. Detail formed flashing and trim at scale of not less than 3 inches per 12 inches (1:5).
C. Samples for Initial Selection:  For each type of sheet metal and accessory indicated with

factory-applied finishes.
D. Samples for Verification:  For each type of exposed finish.

1. Sheet Metal Flashing:  12 inches long by actual width of unit, including finished seam and
in required profile.  Include fasteners, cleats, clips, closures, and other attachments.

2. Trim, Metal Closures, Expansion Joints, Joint Intersections, and Miscellaneous
Fabrications:  12 inches long and in required profile.  Include fasteners and other exposed
accessories.

3. Unit-Type Accessories and Miscellaneous Materials:  Full-size Sample.
4. Anodized Aluminum Samples:  Samples to show full range to be expected for each color

required.
1.06 INFORMATIONAL SUBMITTALS

A. Qualification Data:  For fabricator.
B. Product Certificates: For each type of coping and roof edge flashing that is FM Approvals

approved.
C. Product Test Reports:  For each product, for tests performed by a qualified testing agency.
D. Sample Warranty:  For special warranty.

1.07 CLOSEOUT SUBMITTALS
A. Maintenance Data:  For sheet metal flashing and trim, and its accessories, to include in

maintenance manuals.
1.08 QUALITY ASSURANCE

A. Fabricator Qualifications:  Employs skilled workers who custom fabricate sheet metal flashing
and trim similar to that required for this Project and whose products have a record of successful
in-service performance.
1. For copings and roof edge flashings that are FM Approvals approved, shop shall be listed

as able to fabricate required details as tested and approved.
B. Mockups:  Build mockups to verify selections made under Sample submittals, to demonstrate

aesthetic effects, and to set quality standards for fabrication and installation.
1. Build mockup of typical roof eave, including fascia trim, approximately 10 feet long,

including supporting construction cleats, seams, attachments, underlayment, and
accessories.

2. Approval of mockups does not constitute approval of deviations from the Contract
Documents contained in mockups unless Architect specifically approves such deviations in
writing.

3. Subject to compliance with requirements, approved mockups may become part of the
completed Work if undisturbed at time of Substantial Completion.

1.09 DELIVERY, STORAGE, AND HANDLING
A. Do not store sheet metal flashing and trim materials in contact with other materials that might

cause staining, denting, or other surface damage.  Store sheet metal flashing and trim materials
away from uncured concrete and masonry.

B. Protect strippable protective covering on sheet metal flashing and trim from exposure to sunlight
and high humidity, except to extent necessary for period of sheet metal flashing and trim
installation.

1.10 WARRANTY
A. Special Warranty on Finishes:  Manufacturer agrees to repair finish or replace sheet metal

flashing and trim that shows evidence of deterioration of factory-applied finishes within specified
warranty period.
1. Exposed Panel Finish:  Deterioration includes, but is not limited to, the following:
2. Color fading more than 5 Hunter units when tested according to ASTM D 2244.
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3. Chalking in excess of a No. 8 rating when tested according to ASTM D 4214.
4. Cracking, checking, peeling, or failure of paint to adhere to bare metal.

a. Finish Warranty Period:  20 years from date of Substantial Completion.
PART 2  PRODUCTS
2.01 PERFORMANCE REQUIREMENTS

A. General:  Sheet metal flashing and trim assemblies shall withstand wind loads, structural
movement, thermally induced movement, and exposure to weather without failure due to
defective manufacture, fabrication, installation, or other defects in construction.  Completed
sheet metal flashing and trim shall not rattle, leak, or loosen, and shall remain watertight.

B. Sheet Metal Standard for Flashing and Trim:  Comply with NRCA's "The NRCA Roofing
Manual" and SMACNA's "Architectural Sheet Metal Manual" requirements for dimensions and
profiles shown unless more stringent requirements are indicated.

C. Sheet Metal Standard for Copper:  Comply with CDA's "Copper in Architecture Handbook." 
Conform to dimensions and profiles shown unless more stringent requirements are indicated.

D. FM Approvals Listing:  Manufacture and install copings, roof edge flashings that are listed in FM
Approvals' "RoofNav" and approved for windstorm classification, Class 1-90.  Identify materials
with name of fabricator and design approved by FM Approvals.

E. Thermal Movements:  Allow for thermal movements from ambient and surface temperature
changes to prevent buckling, opening of joints, overstressing of components, failure of joint
sealants, failure of connections, and other detrimental effects.  Base calculations on surface
temperatures of materials due to both solar heat gain and nighttime-sky heat loss.
1. Temperature Change:  120 deg F, ambient; 180 deg F, material surfaces.

2.02 SHEET METALS
A. General:  Protect mechanical and other finishes on exposed surfaces from damage by applying

strippable, temporary protective film before shipping.
B. Aluminum Sheet:  ASTM B 209, alloy as standard with manufacturer for finish required, with

temper as required to suit forming operations and performance required; with smooth, flat
surface.
1. As-Milled Finish:  Mil.
2. Exposed Coil-Coated Finish:
3. Two-Coat Fluoropolymer:  AAMA 620.  Fluoropolymer finish containing not less than 70

percent PVDF resin by weight in color coat.  Prepare, pretreat, and apply coating to
exposed metal surfaces to comply with coating and resin manufacturers' written
instructions.
a. Color:  As selected by Architect from manufacturer's full range.
b. Concealed Finish:  Pretreat with manufacturer's standard white or light-colored acrylic

or polyester backer finish, consisting of prime coat and wash coat with minimum total
dry film thickness of 0.5 mil.

2.03 MISCELLANEOUS MATERIALS
A. General:  Provide materials and types of fasteners, solder, protective coatings, sealants, and

other miscellaneous items as required for complete sheet metal flashing and trim installation
and as recommended by manufacturer of primary sheet metal or manufactured item unless
otherwise indicated.

B. Fasteners:  Wood screws, annular threaded nails, self-tapping screws, self-locking rivets and
bolts, and other suitable fasteners designed to withstand design loads and recommended by
manufacturer of primary sheet metal or manufactured item.
1. General:  Blind fasteners or self-drilling screws, gasketed, with hex-washer head.
2. Exposed Fasteners:  Heads matching color of sheet metal using plastic caps or

factory-applied coating.  Provide metal-backed EPDM or PVC sealing washers under
heads of exposed fasteners bearing on weather side of metal.
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3. Blind Fasteners:  High-strength aluminum or stainless-steel rivets suitable for metal being
fastened.

4. Spikes and Ferrules:  Same material as gutter; with spike with ferrule matching internal
gutter width.
a. Fasteners for Copper and Copper-Clad Stainless-Steel Sheet:  Copper, hardware

bronze or passivated Series 300 stainless steel.
b. Fasteners for Aluminum Sheet:  Aluminum or Series 300 stainless steel.
c. Fasteners for Stainless-Steel Sheet:  Series 300 stainless steel.

C. Sealant Tape:  Pressure-sensitive, 100 percent solids, polyisobutylene compound sealant tape
with release-paper backing.  Provide permanently elastic, nonsag, nontoxic, nonstaining tape
1/2 inch wide and 1/8 inch thick.

D. Elastomeric Sealant:  ASTM C 920, elastomeric polyurethane polymer sealant; of type, grade,
class, and use classifications required to seal joints in sheet metal flashing and trim and remain
watertight.

E. Butyl Sealant: ASTM C 1311, single-component, solvent-release butyl rubber sealant;
polyisobutylene plasticized; heavy bodied for hooked-type expansion joints with limited
movement.

F. Epoxy Seam Sealer:  Two-part, noncorrosive, aluminum seam-cementing compound,
recommended by aluminum manufacturer for exterior nonmoving joints, including riveted joints.

G. Bituminous Coating:  Cold-applied asphalt emulsion according to ASTM D 1187.
H. Asphalt Roofing Cement:  ASTM D 4586, asbestos free, of consistency required for application.

2.04 FABRICATION, GENERAL
A. General:  Custom fabricate sheet metal flashing and trim to comply with details shown and

recommendations in cited sheet metal standard that apply to design, dimensions, geometry,
metal thickness, and other characteristics of item required.  Fabricate sheet metal flashing and
trim in shop to greatest extent possible.
1. Fabricate sheet metal flashing and trim in thickness or weight needed to comply with

performance requirements, but not less than that specified for each application and metal.
2. Obtain field measurements for accurate fit before shop fabrication.
3. Form sheet metal flashing and trim to fit substrates without excessive oil canning, buckling,

and tool marks; true to line, levels, and slopes; and with exposed edges folded back to
form hems.

4. Conceal fasteners and expansion provisions where possible.  Do not use exposed
fasteners on faces exposed to view.

B. Fabrication Tolerances:  Fabricate sheet metal flashing and trim that is capable of installation to
a tolerance of 1/4 inch in 20 feet on slope and location lines indicated on Drawings and within
1/8-inch offset of adjoining faces and of alignment of matching profiles.

C. Fabrication Tolerances:  Fabricate sheet metal flashing and trim that is capable of installation to
tolerances specified in MCA's "Guide Specification for Residential Metal Roofing."

D. Expansion Provisions:  Form metal for thermal expansion of exposed flashing and trim.
1. Form expansion joints of intermeshing hooked flanges, not less than 1 inch deep, filled

with butyl sealant concealed within joints.
2. Use lapped expansion joints only where indicated on Drawings.

E. Sealant Joints:  Where movable, nonexpansion-type joints are required, form metal to provide
for proper installation of elastomeric sealant according to cited sheet metal standard.

F. Fabricate cleats and attachment devices from same material as accessory being anchored or
from compatible, noncorrosive metal.

G. Fabricate cleats and attachment devices of sizes as recommended by cited sheet metal
standard and by FM Global Property Loss Prevention Data Sheet 1-49 for application, but not
less than thickness of metal being secured.
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H. Seams:  Fabricate nonmoving seams with flat-lock seams.  Tin edges to be seamed, form
seams, and solder.

I. Seams:  Fabricate nonmoving seams with flat-lock seams.  Form seams and seal with
elastomeric sealant unless otherwise recommended by sealant manufacturer for intended use.
Rivet joints where necessary for strength.

J. Seams for Aluminum:  Fabricate nonmoving seams with flat-lock seams.  Form seams and seal
with epoxy seam sealer. Rivet joints where necessary for strength.

K. Do not use graphite pencils to mark metal surfaces.
2.05 LOW-SLOPE ROOF SHEET METAL FABRICATIONS

A. Roof Edge Flashing (Gravel Stop) and Fascia Cap:  Equal to Secure Edge 2000 by Carlisle
Fabricate in minimum 96-inch long, but not exceeding 12-foot long sections. Furnish with 6-inch
wide, joint cover plates. Shop fabricate interior and exterior corners.
1. Joint Style:  Butted with expansion space and 6-inch wide, concealed backup plate.
2. Fabricate with scuppers spaced 10 feet apart, to dimensions required with 4-inch wide

flanges and base extending 4 inches beyond cant or tapered strip into field of roof.  Fasten
gravel guard angles to base of scupper.

3. Fabricate from the Following Materials:
4. Aluminum:  0.040” thick shop fabricated.

B. Copings:  Fabricate in minimum 96-inch long, but not exceeding 12-foot long, sections. 
Fabricate joint plates of same thickness as copings.  Furnish with continuous cleats to support
edge of external leg and drill elongated holes for fasteners on interior leg.  Miter corners weld
watertight. Shop fabricate interior and exterior corners.
1. Coping Profile:  As indicated on Drawings.
2. Joint Style:  Butted with expansion space and 6-inch wide, concealed backup plate.
3. Fabricate from the Following Materials:
4. Aluminum:  0.050 inch thick.

C. Counterflashing:  Shop fabricate interior and exterior corners. Fabricate from the following
materials:
1. Stainless Steel:  0.019 inch thick.

D. Flashing Receivers:  Fabricate from the following materials:
1. Stainless Steel:  0.019 inch thick.

E. Roof-Penetration Flashing:  Fabricate from the following materials:
1. Stainless Steel:  0.019 inch thick.

F. Roof-Drain Flashing:  Fabricate from the following materials:
1. Copper:  12 oz. / sq. ft.

G. Slip Flashing
1. Lead coated copper: 16 oz. / sq.ft.

PART 3  EXECUTION
3.01 EXAMINATION

A. Examine substrates, areas, and conditions, with Installer present, for compliance with
requirements for installation tolerances, substrate, and other conditions affecting performance
of the Work.
1. Verify compliance with requirements for installation tolerances of substrates.
2. Verify that substrate is sound, dry, smooth, clean, sloped for drainage, and securely

anchored.
3. Verify that air- or water-resistant barriers have been installed over sheathing or backing

substrate to prevent air infiltration or water penetration.
B. Proceed with installation only after unsatisfactory conditions have been corrected.



22137 Portsmouth Town Hall
Roof Replacement

07 6200 - 6 SHEET METAL FLASHING AND
TRIM

3.02 INSTALLATION, GENERAL
A. General:  Anchor sheet metal flashing and trim and other components of the Work securely in

place, with provisions for thermal and structural movement.  Use fasteners, solder, protective
coatings, separators, sealants, and other miscellaneous items as required to complete sheet
metal flashing and trim system.
1. Install sheet metal flashing and trim true to line, levels, and slopes.  Provide uniform, neat

seams with minimum exposure of solder, welds, and sealant.
2. Install sheet metal flashing and trim to fit substrates and to result in watertight

performance.  Verify shapes and dimensions of surfaces to be covered before fabricating
sheet metal.

3. Space cleats not more than 12 inches  apart.  Attach each cleat with at least two fasteners.
 Bend tabs over fasteners.

4. Install exposed sheet metal flashing and trim with limited oil canning, and free of buckling
and tool marks.

5. Torch cutting of sheet metal flashing and trim is not permitted.
6. Do not use graphite pencils to mark metal surfaces.

B. Metal Protection:  Where dissimilar metals contact each other, or where metal contacts
pressure-treated wood or other corrosive substrates, protect against galvanic action or
corrosion by painting contact surfaces with bituminous coating or by other permanent separation
as recommended by sheet metal manufacturer or cited sheet metal standard.
1. Coat concealed side of uncoated-aluminum and stainless-steel sheet metal flashing and

trim with bituminous coating where flashing and trim contact wood, ferrous metal, or
cementitious construction.

2. Underlayment:  Where installing sheet metal flashing and trim directly on cementitious or
wood substrates, install underlayment and cover with slip sheet.

C. Expansion Provisions:  Provide for thermal expansion of exposed flashing and trim.  Space
movement joints at maximum of 10 feet with no joints within 24 inches of corner or intersection.
1. Form expansion joints of intermeshing hooked flanges, not less than 1 inch deep, filled

with sealant concealed within joints.
2. Use lapped expansion joints only where indicated on Drawings.

D. Fasteners:  Use fastener sizes that penetrate wood blocking or sheathing not less than 1-1/4
inches for nails and not less than 3/4 inch for wood.

E. Conceal fasteners and expansion provisions where possible in exposed work and locate to
minimize possibility of leakage.  Cover and seal fasteners and anchors as required for a tight
installation.

F. Seal joints as required for watertight construction.
1. Use sealant-filled joints unless otherwise indicated.  Embed hooked flanges of joint

members not less than 1 inch into sealant.  Form joints to completely conceal sealant. 
When ambient temperature at time of installation is between 40 and 70 deg F, set joint
members for 50 percent movement each way. Adjust setting proportionately for installation
at higher ambient temperatures. Do not install sealant-type joints at temperatures below 40
deg F.

2. Prepare joints and apply sealants to comply with requirements in Section 079200 "Joint
Sealants."

G. Rivets:  Rivet joints in uncoated aluminum where necessary for strength.
3.03 ROOF-DRAINAGE SYSTEM INSTALLATION

A. General:  Install sheet metal roof-drainage items to produce complete roof-drainage system
according to cited sheet metal standard unless otherwise indicated.  Coordinate installation of
roof perimeter flashing with installation of roof-drainage system.

B. Expansion-Joint Covers: Install expansion-joint covers at locations and of configuration
indicated.  Lap joints minimum of 4 inches in direction of water flow.



22137 Portsmouth Town Hall
Roof Replacement

07 6200 - 7 SHEET METAL FLASHING AND
TRIM

3.04 ROOF FLASHING INSTALLATION
A. General:  Install sheet metal flashing and trim to comply with performance requirements, sheet

metal manufacturer's written installation instructions, and cited sheet metal standard.  Provide
concealed fasteners where possible, and set units true to line, levels, and slopes.  Install work
with laps, joints, and seams that are permanently watertight and weather resistant.

B. Roof Edge & Fascia Cap Flashing:  Anchor to resist uplift and outward forces according to
recommendations in FM Global Property Loss Prevention Data Sheet 1-49 for FM Approvals'
listing for required windstorm classification. Interlock bottom edge of roof edge flashing with
cleat anchored to substrates.

C. Pipe or Post Counterflashing:  Install counterflashing umbrella with close-fitting collar with top
edge flared for elastomeric sealant, extending minimum of 4 inches over base flashing.  Install
stainless-steel draw band and tighten.

D. Counterflashing:  Coordinate installation of counterflashing with installation of base flashing. 
Insert counterflashing in reglets or receivers and fit tightly to base flashing.  Extend
counterflashing 4 inches over base flashing.  Lap counterflashing joints minimum of 4 inches. 
Secure in waterproof manner by means of nap-in installation and sealant or lead wedges,
unless otherwise indicated.

E. Roof-Penetration Flashing:  Coordinate installation of roof-penetration flashing with installation
of roofing and other items penetrating roof.  Seal with elastomeric sealant and clamp flashing to
pipes that penetrate roof.

3.05 MISCELLANEOUS FLASHING INSTALLATION
A. Equipment Support Flashing:  Coordinate installation of equipment support flashing with

installation of roofing and equipment.  Weld or seal flashing with elastomeric sealant to
equipment support member.

3.06 ERECTION TOLERANCES
A. Installation Tolerances:  Shim and align sheet metal flashing and trim within installed tolerance

of 1/4 inch in 20 feet on slope and location lines indicated on Drawings and within 1/8-inch offset
of adjoining faces and of alignment of matching profiles.

B. Installation Tolerances:  Shim and align sheet metal flashing and trim within installed tolerances
specified in MCA's "Guide Specification for Residential Metal Roofing."

3.07 CLEANING AND PROTECTION
A. Clean exposed metal surfaces of substances that interfere with uniform oxidation and

weathering.
B. Clean and neutralize flux materials.  Clean off excess solder.
C. Clean off excess sealants.
D. Remove temporary protective coverings and strippable films as sheet metal flashing and trim

are installed unless otherwise indicated in manufacturer's written installation instructions.  On
completion of sheet metal flashing and trim installation, remove unused materials and clean
finished surfaces as recommended by sheet metal flashing and trim manufacturer.  Maintain
sheet metal flashing and trim in clean condition during construction.

E. Replace sheet metal flashing and trim that have been damaged or that have deteriorated
beyond successful repair by finish touchup or similar minor repair procedures.

END OF SECTION
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SECTION 07 7100
ROOF SPECIALTIES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Roof control and expansion joint covers.
B. Retrofit Roof Drains

1.02 RELATED REQUIREMENTS
A. Section 07 7200 - Roof Accessories:  Manufactured curbs, roof hatches, and snow guards.

1.03 REFERENCE STANDARDS
A. AAMA 611 - Voluntary Specification for Anodized Architectural Aluminum; 2014 (2015 Errata).
B. NRCA (RM) - The NRCA Roofing Manual; 2019.

1.04 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data:  Provide data on shape of components, materials and finishes, anchor types and

locations.
PART 2  PRODUCTS
2.01 MANUFACTURERS

A. Control and Expansion Joint Covers:
2.02 COMPONENTS

A. Control and Expansion Joint Covers:  Composite construction of 6 inch (____ mm) wide flexible
EPDM flashing of white color with closed cell urethane foam backing, each edge seamed to
aluminum sheet metal flanges, designed for nominal joint width of 1 inch (25.4 mm).  Include
special formed corners, tees, intersections, and wall flashings, each sealed watertight.

B. Retrofit Roof Drain:Eaul to Zurn RD2150-FS Flat Sump Replacement Roof Drain Designed for
renovation roof applications where existing roof drain bodies cannot be utilized. The RD2150-FS
is designed to penetrate the old roof drain body, bonding securely to the inside of the drain pipe.
The RD2150-FS is furnished with 16 gage Type 304 stainless steel flat sump body and
neoprene gasket, complete with Dura-Coated cast iron clamp collar with integral gravel guard
and heavy duty, Dura-Coated cast iron dome strainer.

2.03 FINISHES
A. Clear Anodized Finish:  AAMA 611 AA-M12C22A41 Class I clear anodic coating not less than

0.7 mils (0.018 mm) thick.
2.04 ACCESSORIES

A. Sealant for Joints in Linear Components:  As recommended by component manufacturer.
B. Adhesive for Anchoring to Roof Membrane:  Compatible with roof membrane and approved by

roof membrane manufacturer.
PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that deck, curbs, roof membrane, base flashing, and other items affecting work of this
Section are in place and positioned correctly.

3.02 INSTALLATION
A. Install components in accordance with manufacturer's instructions and NRCA (RM) applicable

requirements.
B. Seal joints within components when required by component manufacturer.
C. Anchor components securely.



22137 Portsmouth Town Hall
Roof Replacement

07 7100 - 2 ROOF SPECIALTIES

D. Comply with NRCA (RM) drawing details as noted:
E. Coordinate installation of components of this section with installation of roofing membrane and

base flashings.
F. Coordinate installation of sealants and roofing cement with work of this section to ensure water

tightness.
G. Coordinate installation of flashing flanges into reglets.

END OF SECTION
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SECTION 07 7123
MANUFACTURED GUTTERS AND DOWNSPOUTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Pre-finished aluminum gutters and downspouts.
B. Precast concrete splash pads.

1.02 RELATED REQUIREMENTS
A. Section 07 6200 - Sheet Metal Flashing and Trim.

1.03 REFERENCE STANDARDS
A. AAMA 2603 - Voluntary Specification, Performance Requirements and Test Procedures for

Pigmented Organic Coatings on Aluminum Extrusions and Panels (with Coil Coating Appendix);
2017a.

B. AAMA 2604 - Voluntary Specification, Performance Requirements and Test Procedures for
High Performance Organic Coatings on Aluminum Extrusions and Panels (with Coil Coating
Appendix); 2017a.

C. ASTM B209 - Standard Specification for Aluminum and Aluminum-Alloy Sheet and Plate; 2014.
D. SMACNA (ASMM) - Architectural Sheet Metal Manual; 2012.

1.04 ADMINISTRATIVE REQUIREMENTS
1.05 SUBMITTALS

A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data:  Provide data on prefabricated components.
C. Shop Drawings:  Indicate locations, configurations, jointing methods, fastening methods,

locations, and installation details.
D. Samples:  Submit two samples for color selection/verification.

1.06 DELIVERY, STORAGE, AND HANDLING
A. Stack material to prevent twisting, bending, or abrasion, and to provide ventilation.  Slope to

drain.
B. Prevent contact with materials  that could cause discoloration, staining, or damage.

PART 2  PRODUCTS
2.01 MATERIALS

A. Pre-Finished Aluminum Sheet or Coil Stock
1. Color:  Custom color to match existing.

2.02 COMPONENTS
A. Gutters:  SMACNA Style J Profile

1. Size:  6 inch by 6 inch.
2. Length:  Continuous.

B. Downspouts:  SMACNA Square profile.
1. Size: 4 inch by 4 inch.
2. Provide offset fittings to accommodate watertable, protuberances, building offsets and the

like.
3. Provide transition fittings where downspouts tie to cast iron boots.

C. Secondary Downspouts at Select Locations:  SMACNA Round profile.
1. Size: 4 inch.
2. Provide offset fittings to accommodate watertable, protuberances, building offsets and the

like.
3. Provide transition fittings where downspouts tie to cast iron boots.
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D. Anchors and Supports:  Profiled to suit gutters and downspouts.
1. Anchoring Devices:  In accordance with SMACNA requirements.
2. Gutter Supports:  Brackets.
3. Downspout Supports:  Brackets.

E. Fasteners:  Stainless steel, with soft neoprene washers.
2.03 ACCESSORIES

A. Splach Pades:  Precast concrete type, 36" by 12" by 3" minimum; minimum 3000 psi at 28days,
with minimum 5 percent air entrainment.

2.04 FABRICATION
A. Form gutters and downspouts of profiles and size indicated.
B. Fabricate continuous gutters.
C. Fabricate with required connection pieces.
D. Form sections square, true, and accurate in size, in maximum possible lengths, free of

distortion or defects detrimental to appearance or performance.  Allow for expansion at joints.
E. Hem exposed edges of metal.
F. Fabricate gutter and downspout accessories; seal watertight.

2.05 FINISHES
A. Fluoropolymer Coating:  High Performance Organic Finish, 1; multiple coat, thermally cured

fluoropolymer finish system; color as indicated.
1. Custom color to match existing.

PART 3  EXECUTION
3.01 EXAMINATION

A. Verify existing conditions before starting work.
B. Verify that surfaces are ready to receive work.

3.02 PREPARATION
A. Paint concealed metal surfaces and surfaces in contact with dissimilar metals with protective

backing paint to a minimum dry film thickness of 15 mil (0.4 mm).
3.03 INSTALLATION

A. Install gutters, downspouts, and accessories in accordance with manufacturer's instructions.
B. Sheet Metal: Join lengths with formed seams sealed watertight.  Flash and seal gutters to

downspouts and accessories.
C. Slope gutters ____ inch per foot (____ mm/m), ___ percent minimum.

END OF SECTION
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SECTION 07 7200
ROOF ACCESSORIES

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Manufactured equipment rails, and pedestals.
B. Roof hatches.
C. Prefabricated roof curbs for HVAC equipment.
D. Non-penetrating pedestals.
E. Non-penetrating guard rail system.

1.02 RELATED REQUIREMENTS
A. Section 07 72 01 - Roof Hatch Rail System
B. Section 07 72 10 - Pre-Manufactured Skylite Curbs

1.03 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data:  Manufacturer's data sheets on each product to be used.

1. Preparation instructions and recommendations.
2. Storage and handling requirements and recommendations.
3. Installation methods.
4. Maintenance requirements.

C. Warranty Documentation:
1. Submit manufacturer warranty.
2. Ensure that forms have been completed in Owner's name and registered with

manufacturer.
1.04 DELIVERY, STORAGE, AND HANDLING

A. Store products in manufacturer's unopened packaging until ready for installation.
B. Store products under cover and elevated above grade.

1.05 WARRANTY
A. See Section 01 7800 - Closeout Submittals, for additional warranty requirements.

PART 2  PRODUCTS
2.01 MANUFACTURED CURBS

A. Manufacturers:
1. AES Industries Inc:  www.aescurb.com/#sle.
2. The Pate Company:  www.patecurbs.com/#sle.
3. LMCurbs; Roof Curbs:  www.lmcurbs.com/#sle.

B. Roof Curbs Mounting Assemblies:  Factory fabricated hollow sheet metal construction, internally
reinforced, and capable of supporting superimposed live and dead loads and designated
equipment load with fully mitered and sealed corner joints welded or mechanically fastened, and
integral counterflashing with top and edges formed to shed water.
1. Roof Curb Mounting Substrate:  Curb substrate consists of standing seam metal roof panel

system.
2. Sheet Metal Material:

a. Aluminum:  0.080 inch (2.03 mm) minimum thickness, with 3003 alloy, and H14
temper.
1) Finish:  Mill finish.

3. Fabricate curb bottom and mounting flanges for installation directly on metal roof panel
system to match slope and configuration of system.
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a. Extend side flange to next adjacent roof panel seam and comply with seam
configurations and seal connection, providing at least 6 inch (152 mm) clearance
between curb and metal roof panel flange allowing water to properly flow past curb.

b. Where side of curb aligns with metal roof panel flange, attach fasteners on upper
slope of flange to curb connection allowing water to flow past below fasteners, and
seal connection.

c. Maintain at least 12 inch (305 mm) clearance from curb, and lap upper curb flange on
underside of down sloping metal roof panel, and seal connection.

d. Lap lower curb flange overtop of down sloping metal roof panel and seal connection.
4. Provide layouts and configurations indicated on drawings.

C. Pipe, Duct, and Conduit Mounting Pedestals:  Vertical posts, minimum 8 inches (400 mm)
square unless otherwise indicated.
1. Height Above Finished Roof Surface:  8 inches (203 mm), minimum.

2.02 ROOF HATCHES
A. Manufacturers - Roof Hatches:

1. Acudor Products Inc; Galvanized Steel Roof Hatch:  www.acudor.com/#sle.
2. Babcock-Davis; Personnel II (Ladder Access) :  www.babcockdavis.com/#sle.
3. Bilco Company; Type S (ladder access, standard size, solid cover):  www.bilco.com/#sle.

B. Roof Hatches:  Factory-assembled steel frame and cover, complete with operating and release
hardware.
1. Style:  Provide flat metal covers unless otherwise indicated.
2. Mounting:  Provide frames and curbs suitable for mounting conditions indicated on the

drawings.
3. Size: Verify in field.

C. Frames/Curbs:  One-piece curb and frame with integral cap flashing to receive roof flashings;
extended bottom flange to suit mounting.
1. Material:  Galvanized steel, 14 gage, 0.0747 inch (1.90 mm) thick.
2. Finish:  Factory prime paint.
3. Insulation:  1 inch (25 mm) rigid glass fiber, located on outside face of curb.
4. Curb Height:  12 inches (305 mm) from finished surface of roof, minimum.

D. Metal Covers:  Flush, insulated, hollow metal construction.
1. Capable of supporting 40 psf (1.92 kPa) live load.
2. Material:  Galvanized steel; outer cover 14 gage, 0.0747 inch (1.90 mm) thick, liner 22

gage, 0.03 inch (0.76 mm) thick.
3. Finish:  Factory prime paint.
4. Insulation:  1 inch (25 mm) rigid glass fiber.
5. Gasket:  Neoprene, continuous around cover perimeter.

E. Hardware:  Steel, zinc coated and chromate sealed, unless otherwise indicated or required by
manufacturer.
1. Lifting Mechanisms:  Compression or torsion spring operator with shock absorbers that

automatically opens upon release of latch; capable of lifting covers despite 10 psf (475
kPa) load.

2. Hinges: Heavy duty pintle type.
3. Hold open arm with vinyl-coated handle for manual release.
4. Latch:  Upon closing, engage latch automatically and reset manual release.
5. Manual Release:  Pull handle on interior.
6. Locking:  Padlock hasp on interior.

2.03 NON-PENETRATING ROOFTOP ASSEMBLIES
A. Non-Penetrating Rooftop Assemblies:  Manufacturer-engineered and factory-fabricated, with

pedestal bases that rest on top of roofing membrane, not requiring any attachment to the roof
structure and not penetrating the roofing assembly.
1. Design Loadings and Configurations:  As required by applicable codes.
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2. Height:  Provide minimum clearance of _____ inches (8 mm) under supported items to top
of roofing.

3. Support Spacing and Base Sizes:  As required to distribute load sufficiently to prevent
indentation of roofing assembly.

4. Steel Components:  Stainless steel, or carbon steel hot-dip galvanized after fabrication in
accordance with ASTM A123/A123M.

5. Hardware, Bolts, Nuts, and Washers:  Stainless steel, or carbon steel hot-dip galvanized
after fabrication in accordance with ASTM A153/A153M.

B. Pipe Supports:  Provide attachment fixtures complying with MSS SP-58 and as indicated.
C. Non-Penetrating Pedestals:  Steel pedestals with square, round, or rectangular bases.

1. Bases:  High density polypropylene.
2. Base Sizes:  As required to distribute load sufficiently to prevent indentation of roofing

assembly.
3. Steel Components:  Stainless steel, or carbon steel hot-dip galvanized after fabrication in

accordance with ASTM A123/A123M.
D. Non Penetrating Saefty Rail System

1. Manufacturer: Garlock Safety System, RailGuard 200
a. Base Plate

1) Mounts up to four rail sections
2) Allows 90° turn
3) 3-1/4” space between rails 90 lbs.

b. Rail Sections
1) Top Rail Height = 42” tall
2) Mid-Rail Height = 20” tall
3) Rail length: 10’ sections
4) Outrigger length: 5' section
5) 6 ga. welded steel

c. Usage Recommendations
1) End all confgurations with either a closed loop that connects all bases and rail

sections or the use of a 5-foot
2) Outrigger System to provide the needed counterbalance.
3) Confgurations with Outrigger Systems require one addi-tional base.
4) Locking pins must be used to secure all rails into the bases.

PART 3  EXECUTION
3.01 EXAMINATION

A. Do not begin installation until substrates have been properly prepared.
B. If substrate preparation is the responsibility of another installer, notify Architect of unsatisfactory

preparation before proceeding.
3.02 PREPARATION

A. Clean surfaces thoroughly prior to installation.
B. Prepare surfaces using the methods recommended by the manufacturer for achieving the best

result for the substrate under the project conditions.
3.03 INSTALLATION

A. Install in accordance with manufacturer's instructions, in manner that maintains roofing weather
integrity.

3.04 CLEANING
A. See Section 01 7000 - Execution and Closeout Requirements for additional requirements.
B. Clean installed work to like-new condition.
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3.05 PROTECTION
A. Protect installed products until completion of project.
B. Touch-up, repair or replace damaged products before Substantial Completion.

END OF SECTION
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SECTION 07 9200
JOINT SEALANTS

PART 1  GENERAL
1.01 SECTION INCLUDES

A. Nonsag gunnable joint sealants.
B. Joint backings and accessories.
C. Sealants for roof assembly and roof accessories are not included in this section. Sealants for

roof assembly are per roof membrane and accessory manufacturers recommendations and are
to be provided to satisfy roof assembly system and accessory warrantee.

1.02 RELATED REQUIREMENTS
A. Section 01 6116 - Volatile Organic Compound (VOC) Content Restrictions:  Additional

requirements for sealants and primers.
1.03 REFERENCE STANDARDS

A. ASTM C794 - Standard Test Method for Adhesion-In-Peel of Elastomeric Joint Sealants; 2018.
B. ASTM C834 - Standard Specification for Latex Sealants; 2017.
C. ASTM C920 - Standard Specification for Elastomeric Joint Sealants; 2018.
D. ASTM C1087 - Standard Test Method for Determining Compatibility of Liquid-Applied Sealants

with Accessories Used in Structural Glazing Systems; 2016.
E. ASTM C1193 - Standard Guide for Use of Joint Sealants; 2016.
F. ASTM C1330 - Standard Specification for Cylindrical Sealant Backing for Use with Cold

Liquid-Applied Sealants; 2018.
1.04 SUBMITTALS

A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Product Data for Sealants:  Submit manufacturer's technical data sheets for each product to be

used, that includes the following.
1. Physical characteristics, including movement capability, VOC content, hardness, cure time,

and color availability.
2. List of backing materials approved for use with the specific product.
3. Substrates that product is known to satisfactorily adhere to and with which it is compatible.
4. Substrates the product should not be used on.
5. Substrates for which use of primer is required.
6. Substrates for which laboratory adhesion and/or compatibility testing is required.
7. Installation instructions, including precautions, limitations, and recommended backing

materials and tools.
8. Sample product warranty.
9. Certification by manufacturer indicating that product complies with specification

requirements.
C. Product Data for Accessory Products:  Submit manufacturer's technical data sheet for each

product to be used, including physical characteristics, installation instructions, and
recommended tools.

D. Preconstruction Laboratory Test Reports:  Submit at least four weeks prior to start of
installation.

1.05 QUALITY ASSURANCE
A. Preconstruction Laboratory Testing:  Arrange for sealant manufacturer(s) to test each

combination of sealant, substrate, backing, and accessories.
1. Adhesion Testing:  In accordance with ASTM C794.
2. Compatibility Testing:  In accordance with ASTM C1087.
3. Allow sufficient time for testing to avoid delaying the work.
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4. Deliver to manufacturer sufficient samples for testing.
5. Report manufacturer's recommended corrective measures, if any, including primers or

techniques not indicated in product data submittals.
6. Testing is not required if sealant manufacturer provides data showing previous testing, not

older than 24 months, that shows satisfactory adhesion, lack of staining, and compatibility.
PART 2  PRODUCTS
2.01 MANUFACTURERS

A. Non-Sag Sealants:  Permits application in joints on vertical surfaces without sagging or
slumping.
1. Pecora Corporation:  www.pecora.com/#sle.
2. Sika Corporation:  www.usa-sika.com/#sle.
3. Tremco Commercial Sealants & Waterproofing:  www.tremcosealants.com/#sle.

2.02 JOINT SEALANT APPLICATIONS
A. Scope:

1. Interior Joints: Interior joints to be sealed include, but are not limited to, the following items.
a. Joints between new and exisitng materials and extent of work with adjacent

construction.
b. Other joints indicated below.

2. Do not seal the following types of joints.
a. Joints indicated to be treated with manufactured expansion joint cover or some other

type of sealing device.
b. Joints where sealant is specified to be provided by manufacturer of product to be

sealed.
c. Joints where installation of sealant is specified in another section.
d. Joints between suspended panel ceilings/grid and walls.

B. Interior Joints:  Use non-sag polyurethane sealant, unless otherwise indicated.
1. Type 01 - Wall and Ceiling Joints in Non-Wet Areas:  Acrylic emulsion latex sealant.

2.03 JOINT SEALANTS - GENERAL
A. Sealants and Primers:  Provide products with levels of volatile organic compound (VOC) content

as indicated in Section 01 6116.
2.04 NONSAG JOINT SEALANTS

A. Type 01 - Polyurethane Sealant:  ASTM C920, Grade NS, Uses M and A; single or
multi-component; not expected to withstand continuous water immersion or traffic.
1. Movement Capability:  Plus and minus 25 percent, minimum.
2. Color:  Match adjacent finished surfaces.
3. Service Temperature Range:   Minus 40 to 180 degrees F (Minus 40 to 82 degrees C).
4. Manufacturers:

a. Pecora Corporation:  www.pecora.com/#sle.
b. Sika Corporation; Sikaflex-1a:  www.usa-sika.com/#sle.

B. Type 02 - Acrylic Emulsion Latex:  Water-based; ASTM C834, single component, non-staining,
non-bleeding, non-sagging; not intended for exterior use.

2.05 ACCESSORIES
A. Backer Rod:  Cylindrical cellular foam rod with surface that sealant will not adhere to,

compatible with specific sealant used, and recommended by backing and sealant
manufacturers for specific application.
1. Type for Joints Not Subject to Pedestrian or Vehicular Traffic:  ASTM C1330; Type O -

Open Cell Polyurethane.
2. Open Cell:  40 to 50 percent larger in diameter than joint width.

B. Backing Tape:  Self-adhesive polyethylene tape with surface that sealant will not adhere to and
recommended by tape and sealant manufacturers for specific application.
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C. Joint Cleaner:  Non-corrosive and non-staining type, type recommended by sealant
manufacturer; compatible with joint forming materials.

D. Primers:  Type recommended by sealant manufacturer to suit application; non-staining.
PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that  joints  are ready to receive work.
B. Verify that backing materials are compatible with sealants.
C. Verify that backer rods are of the correct size.

3.02 PREPARATION
A. Remove loose materials and foreign matter that could impair adhesion of sealant.
B. Clean joints, and prime as necessary, in accordance with manufacturer's instructions.
C. Perform preparation in accordance with manufacturer's instructions and ASTM C1193.
D. Mask elements and surfaces adjacent to joints from damage and disfigurement due to sealant

work; be aware that sealant drips and smears may not be completely removable.
3.03 INSTALLATION

A. Perform work in accordance with sealant manufacturer's requirements for preparation of
surfaces and material installation instructions.

B. Perform installation in accordance with ASTM C1193.
C. Install bond breaker backing tape where backer rod cannot be used.
D. Install sealant free of air pockets, foreign embedded matter, ridges, and sags, and without

getting sealant on adjacent surfaces.
E. Do not install sealant when ambient temperature is outside manufacturer's recommended

temperature range, or will be outside that range during the entire curing period, unless
manufacturer's approval is obtained and instructions are followed.

F. Nonsag Sealants:  Tool surface concave, unless otherwise indicated; remove masking tape
immediately after tooling sealant surface.

END OF SECTION


